) T /— C/L OF ROW )
R —_ | . 1 — — 1 4 — [— -1 —_ —
232.0 232.0
EXACT DEPTH OF EXIST
150 CI WM UNKNOWN
(TO BE ABANDONED)
m 150 0 WM | _X 150 CL WM N\
—
m e —
230.0 — m—— \ ] 200 PVC_ WM 230.0
L\ 300 CLAY CS T 10 K™ X
| S
RIM 232,61 \--INV 229.925 \\ MATCH EXIST
229.0 INV NW 229.87 \ INV 229.72+ 229.0
NV SE 229.87 Ny 226,717
FLANGE 232.925 ‘—lN\Il 229' 822
INV 230.027
228.0 228.0
~~
225.0 S 225.0
i
) =
N =
N
(&)
> >
224.0 = a
. = — 224.0
& G5
@ --g 3 o0
< B3 in in 5 -
- NN X (7))
225.0 % % g 7 c?crf.ﬁﬁ x 223.0
o > E 0003
I - & & BB —H—E
<
2220w - =] L FUT—E> 2220
. =2 Zo |6 o .
= | = = E-Zo | ot
| nln 0 nnugs | «
5 Z.z F4 ) ZZO:_|_ . %
o 22" 9 o
< © M 3 © ~ oowx |5 =8
= - | % o o o NOM, | ~ N
221.0+ < L - © T} NO®DY—C— =19 221.0
o oo o o < NS (M O 0
® + |+ + + + +++% 2 P+
: - | - N N N ANANN« N &~ N
2400 2425 2+50
20.112
ELGIN AVENUE
| 463
| |
| |
| |
ol | |
[h'
n [ | =
&) | | =
* § l 2 1583
| 1617 1615 1613 1611 1609 5 [ | g WATER SERVICE INFORMATION
1 I I ® SIZE (mm) | SIZE (mm)
o ol | o MATERIAL MATERIAL
;. 2 N /\N /\,\ '\,\ & N g g'g ADDRESS (STREET) (PROP.) SHORT & LONG MEASUREMENT | CORP LOCATION REMARK
, O O ‘\"‘ O 20 20 1.88 WEL HSE
J \ I [ , X i 1594 ELGIN AVE cu cu 3.745 WWL WORTH ST 0.5 W OF S/C OUTSIDE LIMITS
= RS = = 50 GAS 1 ¥ 50 GAS —FF TT=50 GAS TT— 20 20 3.05 EWL HSE RECONNECT
o S = S L S P R—— i _ z YT _ 1 _ SL-— __| )/ _ | SL.— 1598 ELGIN AVE cu cu 18.59 WWL WORTH ST OPP OF S/C SERVICE
g 2 | ° - 12 12 0.91 EEL FRONT DOOR
S~ CAUTION: CAUTION: R % | 1600 ELGIN AVE LEAD LEAD 24.38 WWL WORTH ST 23.2 WWL OF WORTH ST RENEW TO P/L
- - !
51 GAS,SL,CS | |GAS,SL.CS - " 12 12 0.61 EWL BASEMENT
N O o I I At R % | 1602 ELGIN AVE LEAD LEAD 37.19 WWL WORTH ST 38.1 WWL OF WORTH ST RENEW TO P/L
<, ° — ! —-300 UNK CS — — — = - - - — it - - -300 UNK CS- - - - - 375 UNK CS— — —— 9 ! : :
g =20 l f ™ 20 20 0.61 WEL HSE RECONNECT
o g _ . 1606 ELGIN AVE cu cu 42.21 WWL WORTH ST 0.3 WOFs/C SERVICE
$ u 150 CI WM ’ \ / 150 Cl WM | RECONNECT
— T — — — ks e —_—— e e e e e e e e e e e g e [V M W e e e e e e e | 150 WM (ABAND) = — —— — 1609 ELGIN AVE SERVICE
n . A1l(To BE ABANDONED 1 . . . i In . _ i . ) ) A T~ b | e
[ i o (. & ) )_‘?’ | 150 PVC WM \ | \ (TO_BE_ABANDONED) / ! —— A 200 PVC WH—— ——F e — 12 12 0.91 WEL CELLAR
" /\X I' % ' ‘ \ A 150 PVC WM / \ % | 1610 ELGIN AVE LEAD LEAD 55.78 WWL WORTH ST 0.6 W OF S/C RENEW TO P/L
| — © 1 o v )& ans A A /\ AL * 12 12 2.13 WEL HSE )
> < ~ T 1611 ELGIN AVE LEAD LEAD 48.46 WWL WORTH ST SAME AS S/C RENEW TO P/L
ga9l = ABANDON-J o| | ' 98 3
e . EXIST VALVE b! (Q | < M 20 12 2.90 EWL HSE RECONNECT
| ol o 9 4 | 2 1612 ELGIN AVE cu LEAD 65.84 WWL WORTH ST OPPS/C SERVICE
n | > | &) |_
20 12 3.35 EWL HSE RECONNECT
(&) <C >
1622 1620 1618 1616 1612 16"1.0 1606 1622 1620 1598 1594 g | 3 : = W 1613 ELGIN AVE U LEAD S6.29 WWL WORTH ST 1.2 WOFS/C SERVICE
g : ] | § T 20 20 3.66 EWL HSE RECONNECT
s | " | = 1615 ELGIN AVE cu cu 71.32 WWL WORTH ST 1.1WOFS/C SERVICE
'|_ | | e 20 12 1.75 WEBL RECONNECT
| | ®) 1616 ELGIN AVE cu LEAD 1.57 WEPL 0.3 W OF S/C SERVICE
‘ I | = 20 20 2.13 WEL HSE RECONNECT
| I 1617 ELGIN AVE cu cu 79.25 WWL TRINITY 0.9 W OF S/C SERVICE
! ! RECONNECT
450 1618 ELGIN AVE SERVICE
RENEW TO P/L
2 48 6 32 * 16 12 1.52 EWL BASEMENT 1619 1619, 1621 WYED AND
1619/1621 ELGIN AVE LEAD LEAD 89.00 WWL WORTH ST 88.4 WWL OF WORTH ST SEPARATE SERVICES
20.112
20 12 2.74 WEL HSE RECONNECT
1620 ELGIN AVE cu cu 87.48 WWL WORTH ST OPPS/C SERVICE

NOTE: CHAINAGES SHOWN ARE
ALONG CENTERLINE OF ROW

NOTE: VALVES TO BE INSTALLED
COUNTER—-CLOCKWISE TO CLOSE

0.0

5.0

10.0

15.0

20.0

25.0

I —_—

FOR INDEX SEE
D-17270

METRIC

WHOLE NUMBERS INDICATE MILLIMETRES
DECIMALIZED NUMBERS INDICATE METRES

% SERVICES TO BE RENEWED TO P/L. ALL OTHER TO BE RECONNECTED

LOCATION APPROVED
UNDERGROUND STRUCTURES

e ENGINEERS
== =] GEOSCIENTISTS
MANITOBA

Certificate of Authorization
Stantec Consulting Ltd.

No. 1301

SUPV. U/G STRUCTURES DATE
COMMITTEE

NOTE:

LOCATION OF UNDERGROUND STRUCTURES AS
SHOWN ARE BASED ON THE BEST INFORMATION
AVAILABLE BUT NO GUARANTEE IS GIVEN THAT ALL
EXISTING UTILITIES ARE SHOWN OR THAT THE GIVEN
LOCATIONS ARE EXACT. CONFIRMATION OF
EXISTENCE AND EXACT LOCATION OF ALL
SERVICES MUST BE OBTAINED FROM THE INDIVIDUAL
UTILITIES BEFORE PROCEEDING WITH CONSTRUCTION.

Winnipeg

©, THE CITY OF WINNIPEG

WATER AND WASTE DEPARTMENT
ENGINEERING DIVISION

B.M. ENGINEER’S SEAL
ELEV. @ :
DESIGNED CHECKED
BY RS BY RS
DRAWN APPROVED
BY MR BY RS
SCALE: RELEASED FOR e
HORIZONTAL  1: 250 CONSTRUCTION CONSULTANT DRAWING NUMBER
00 ISSUE FOR TENDER 2025.04.29 VERTICAL 1: 50 RYAN LUCKY C 211
NO. DATE DATE 2025.03.18 DATE 2025.04.28

2025 WATER MAIN RENEWALS
CONTRACT 9

ELGIN AVENUE

95.78 W OF WORTH STREET TO
593 W OF WORTH STREET

SHEET 13 OF 16

CITY DRAWING NUMBER

D—-17281

PLOT DATE: 2025 04 29

TENDER NUMBER: 397-2025
CONTRACT NUMBER: 9

FILE PATH: c:\users\mraskar\dc\accdocs\stantec

consulting\111220939_c9_cow_2025_wm_renewal \project
files\01_wip\04_civil\sheet_files\20939¢c—210



AutoCAD SHX Text
1612

AutoCAD SHX Text
1616

AutoCAD SHX Text
1618

AutoCAD SHX Text
1620

AutoCAD SHX Text
1622

AutoCAD SHX Text
1615

AutoCAD SHX Text
1617

AutoCAD SHX Text
1619

AutoCAD SHX Text
1594

AutoCAD SHX Text
1583

AutoCAD SHX Text
1598

AutoCAD SHX Text
1600

AutoCAD SHX Text
1602

AutoCAD SHX Text
1606

AutoCAD SHX Text
1610

AutoCAD SHX Text
1609

AutoCAD SHX Text
1611

AutoCAD SHX Text
1613

AutoCAD SHX Text
50 GAS

AutoCAD SHX Text
50 GAS

AutoCAD SHX Text
SL

AutoCAD SHX Text
SL

AutoCAD SHX Text
150 WM (ABAND)

AutoCAD SHX Text
150 PVC WM

AutoCAD SHX Text
50 GAS

AutoCAD SHX Text
SL

AutoCAD SHX Text
150 PVC WM

AutoCAD SHX Text
2.20

AutoCAD SHX Text
2.65

AutoCAD SHX Text
2.20

AutoCAD SHX Text
150 CI WM

AutoCAD SHX Text
200 PVC WM

AutoCAD SHX Text
200 PVC WM

AutoCAD SHX Text
150 PVC WM

AutoCAD SHX Text
300 UNK CS

AutoCAD SHX Text
375 UNK CS

AutoCAD SHX Text
1350 CONC SRS

AutoCAD SHX Text
300 CLAY CS

AutoCAD SHX Text
1350 CONC SRS

AutoCAD SHX Text
450 SRS

AutoCAD SHX Text
150 CI WM

AutoCAD SHX Text
300 UNK CS

AutoCAD SHX Text
2.81

AutoCAD SHX Text
ABANDON EXIST VALVE

AutoCAD SHX Text
(TO BE ABANDONED)

AutoCAD SHX Text
(TO BE ABANDONED)

AutoCAD SHX Text
C/L OF ROW

AutoCAD SHX Text
EXACT DEPTH OF EXIST 150 CI WM UNKNOWN  (TO BE ABANDONED)

AutoCAD SHX Text
2+80.43 EXIST 200-150 REDUCER

AutoCAD SHX Text
2+83.08 EXIST HYDRANT TEE

AutoCAD SHX Text
2+85.17 EXIST 200 VALVE

AutoCAD SHX Text
ELGIN AVENUE

AutoCAD SHX Text
95.78 W OF WORTH STREET TO

AutoCAD SHX Text
5.93  W OF WORTH STREET 

AutoCAD SHX Text
D-17281

AutoCAD SHX Text
13

AutoCAD SHX Text
16

AutoCAD SHX Text
C-211

AutoCAD SHX Text
ALONG CENTERLINE OF ROW

AutoCAD SHX Text
NOTE:  CHAINAGES SHOWN ARE

AutoCAD SHX Text
ELGIN AVENUE

AutoCAD SHX Text
1+90 MATCHLINE SEE DWG. D-17280

AutoCAD SHX Text
WORTH ST

AutoCAD SHX Text
226.0

AutoCAD SHX Text
227.0

AutoCAD SHX Text
224.0

AutoCAD SHX Text
225.0

AutoCAD SHX Text
222.0

AutoCAD SHX Text
233.0

AutoCAD SHX Text
223.0

AutoCAD SHX Text
228.0

AutoCAD SHX Text
229.0

AutoCAD SHX Text
230.0

AutoCAD SHX Text
231.0

AutoCAD SHX Text
232.0

AutoCAD SHX Text
221.0

AutoCAD SHX Text
226.0

AutoCAD SHX Text
227.0

AutoCAD SHX Text
224.0

AutoCAD SHX Text
225.0

AutoCAD SHX Text
222.0

AutoCAD SHX Text
233.0

AutoCAD SHX Text
223.0

AutoCAD SHX Text
228.0

AutoCAD SHX Text
229.0

AutoCAD SHX Text
230.0

AutoCAD SHX Text
231.0

AutoCAD SHX Text
232.0

AutoCAD SHX Text
221.0

AutoCAD SHX Text
2025 WATER MAIN RENEWALS

AutoCAD SHX Text
CONTRACT 9

AutoCAD SHX Text
RS

AutoCAD SHX Text
MR 

AutoCAD SHX Text
1:250

AutoCAD SHX Text
1:50

AutoCAD SHX Text
RS

AutoCAD SHX Text
RS

AutoCAD SHX Text
THE CITY OF WINNIPEG

AutoCAD SHX Text
WATER AND WASTE DEPARTMENT

AutoCAD SHX Text
SHEET         OF

AutoCAD SHX Text
REVISIONS

AutoCAD SHX Text
NO.

AutoCAD SHX Text
B.M.

AutoCAD SHX Text
ELEV.

AutoCAD SHX Text
DATE

AutoCAD SHX Text
BY

AutoCAD SHX Text
DATE 

AutoCAD SHX Text
HORIZONTAL

AutoCAD SHX Text
VERTICAL

AutoCAD SHX Text
DESIGNED

AutoCAD SHX Text
BY

AutoCAD SHX Text
DATE

AutoCAD SHX Text
ENGINEER'S SEAL

AutoCAD SHX Text
CONSTRUCTION

AutoCAD SHX Text
RELEASED FOR

AutoCAD SHX Text
2025.03.18

AutoCAD SHX Text
FILE PATH: 

AutoCAD SHX Text
TENDER NUMBER: 397-2025

AutoCAD SHX Text
CONTRACT NUMBER: 9

AutoCAD SHX Text
DRAWN

AutoCAD SHX Text
BY

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
CHECKED

AutoCAD SHX Text
BY

AutoCAD SHX Text
APPROVED

AutoCAD SHX Text
BY

AutoCAD SHX Text
CONSULTANT DRAWING NUMBER

AutoCAD SHX Text
CITY DRAWING NUMBER

AutoCAD SHX Text
ENGINEERING DIVISION

AutoCAD SHX Text
NOTE:

AutoCAD SHX Text
LOCATION APPROVED

AutoCAD SHX Text
UNDERGROUND STRUCTURES

AutoCAD SHX Text
SUPV. U/G STRUCTURES

AutoCAD SHX Text
COMMITTEE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
LOCATION OF UNDERGROUND STRUCTURES AS SHOWN ARE BASED ON THE BEST INFORMATION AVAILABLE BUT NO GUARANTEE IS GIVEN THAT ALL EXISTING UTILITIES ARE SHOWN OR THAT THE GIVEN LOCATIONS ARE EXACT. CONFIRMATION OF EXISTENCE AND EXACT  LOCATION OF ALL SERVICES MUST BE OBTAINED FROM THE INDIVIDUAL UTILITIES BEFORE PROCEEDING WITH CONSTRUCTION.

AutoCAD SHX Text
ISSUE FOR TENDER

AutoCAD SHX Text
00

AutoCAD SHX Text
2025.04.29

AutoCAD SHX Text
RS

AutoCAD SHX Text
PLOT DATE:

AutoCAD SHX Text
WHOLE NUMBERS INDICATE MILLIMETRES

AutoCAD SHX Text
DECIMALIZED NUMBERS INDICATE METRES

AutoCAD SHX Text
METRIC

AutoCAD SHX Text
5.0

AutoCAD SHX Text
10.0

AutoCAD SHX Text
15.0

AutoCAD SHX Text
20.0

AutoCAD SHX Text
0.0

AutoCAD SHX Text
25.0

AutoCAD SHX Text
COUNTER-CLOCKWISE TO CLOSE

AutoCAD SHX Text
NOTE:  VALVES TO BE INSTALLED

AutoCAD SHX Text
D-17270

AutoCAD SHX Text
FOR INDEX SEE

AutoCAD SHX Text
c:\users\mraskar\dc\accdocs\stantec consulting\111220939_c9_cow_2025_wm_renewal\project files\01_wip\04_civil\sheet_files\20939c-210

AutoCAD SHX Text
2025.04.28

AutoCAD SHX Text
RYAN LUCKY

AutoCAD SHX Text
2.13

AutoCAD SHX Text
3.35

AutoCAD SHX Text
3.05

AutoCAD SHX Text
7.62

AutoCAD SHX Text
15.232

AutoCAD SHX Text
3.48

AutoCAD SHX Text
4.63

AutoCAD SHX Text
2.13

AutoCAD SHX Text
3.35

AutoCAD SHX Text
3.05

AutoCAD SHX Text
7.58

AutoCAD SHX Text
4.52

AutoCAD SHX Text
3.50

AutoCAD SHX Text
9.77

AutoCAD SHX Text
20.112

AutoCAD SHX Text
20.112

AutoCAD SHX Text
15.233

AutoCAD SHX Text
3.79

AutoCAD SHX Text
7.60

AutoCAD SHX Text
7.48

AutoCAD SHX Text
7.53

AutoCAD SHX Text
7.48

AutoCAD SHX Text
1+90 MATCHLINE


	Sheets and Views
	C-211


		2025-04-29T07:39:19-0500
	Robert Matthew Sherlock




