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DRAWING NO. WM-E004-SK-1
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Replace with:2x3C - #500MCM 5kV Teck two per phase plus 4/0 ground installed in trench.
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Replace with:Existing Deacon Booster Stn. to be decommissioned and removed once temporary feeders are tested and in place. Fill wall penetrations of the DBPS with removable weatherproof caulk.
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