
Filter Schedule

FILTER FILTER CAPACITY FACE MAX INITIAL

BANK TYPE (cfm) VELOCITY PRES. DROP

NO. (l/s) (fpm) (in. w.g.)

(m/s) Pa)

FB-1 Pleated MERV-7 1550 388 0.20 South wing corridor

24x24x2 panel 732 1.97 50 make-up air system

FB-2 Pleated MERV-7 1220 305 0.12 Boiler Room

24x24x2 panel 576 1.55 30 ventilation

FB-3 Pleated MERV-7 1500 1500 0.30 Electrical Room

24x18x2 panel 708 7.62 75 ventilation
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