
Plant Master PLC Communication PanelCP-H30A

Comments Jumper or Internal Cable Conductor # Cable Cable InformationRev.

Switch 2

01RJ-45 To Switch 1: 031

02 RJ-45 C-LCP-C840A-C01Hydrogen Peroxide Metering Pump P-C840A 4-Pair #24 AWG - Cat 5E TO LCP-C840A1

03 RJ-45 C-LCP-C850A-C01Hydrogen Peroxide Metering Pump P-C850A 4-Pair #24 AWG - Cat 5E TO LCP-C850A1

04 RJ-45 C-LCP-C860A-C01Hydrogen Peroxide Metering Pump P-C860A 4-Pair #24 AWG - Cat 5E TO LCP-C860A1

05 RJ-45 C-LCP-C950A-C01Sodium Bisulphite Pump P-C950A 4-Pair #24 AWG - Cat 5E TO LCP-C950A1

06 RJ-45 C-LCP-C960A-C01Sodium Bisulphite Pump P-C960A 4-Pair #24 AWG - Cat 5E TO LCP-C960A1

07 RJ-45 C-LCP-C970A-C01Sodium Bisulphite Pump P-C970A 4-Pair #24 AWG - Cat 5E TO LCP-C970A1

08 RJ-45 C-MCC4A-C01BLW-F010A Motor Protection Relay Status 4-Pair #24 AWG - Cat 5E TO MCC4A1

09 RJ-45 C-MCC4B-C01BLW-F020A Motor Protection Relay Status 4-Pair #24 AWG - Cat 5E TO MCC4B1

10 RJ-45 C-JT-H962A-C01Power Meter: JT-H962A 4-Pair #24 AWG - Cat 5E TO JT-H962A1

11 RJ-45 C-JT-H962B-C01Power Meter: JT-H962B 4-Pair #24 AWG - Cat 5E TO JT-H962B1
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