
DAF Basin 5 VFD Control PanelLCP-P35

Comments Jumper or Internal Cable Conductor # Cable Cable InformationRev.

Switch 1

01RJ-45 To Floculator FLC-P501AFloculator FLC-P501A0

02RJ-45 To Floculator FLC-P502AFloculator FLC-P502A0

03RJ-45 To Floculator FLC-P503AFloculator FLC-P503A0

04RJ-45 To Floculator FLC-P504AFloculator FLC-P504A0

05RJ-45 To Floculator FLC-P505AFloculator FLC-P505A0

06RJ-45 To Floculator FLC-P506AFloculator FLC-P506A0

07RJ-45 To Skimmer DF-P500ASkimmer DF-P500A0

08 RJ-45 C-LCP-P35-C01 4-Pair #24 AWG - Cat 5E TO CP-P320
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