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Tag Number Valve Type Valve Type
Number Commodity Size (mm) Valve

Location Comments/ Control Features

DBPS Area

WD  P0003 HVD920A Ball V300 50 DBPS
WD  P0003 HVD921A Ball V300 50 DBPS
WD  P0003 HVD921B Ball V300 50 DBPS
WD  P0003 HVD922B Ball V300 50 DBPS
WD  P0003 HVD923A Ball V300 50 DBPS Addendum 4
WD  P0003 HVDE044A Ball V300 25 DBPS
WD  P0003 HVDE045A Ball V300 25 DBPS
WD  P0003 CVD922A Check V602 50 DBPS
WD  P0003 CVD921A Check V602 50 DBPS
WD  P0003 FCVD923A Gate V100 25 DBPS Addendum 3
WD  P0003 FCVD923B Gate V100 25 DBPS Addendum 3
WD  P0013 DD050DHV7 Butterfly V500 200 DBPS Complete with limit switches
WD  P0006 DD050DHV8 Butterfly V500 200 DBPS Complete with limit switches
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