
Generator Communication PanelCP-H11A

Comments Jumper or Internal Cable Conductor # Cable Cable InformationRev.

Switch 2
01 RJ-45 C-WTPWSH11 01-C01Local Operator Workstation 4-Pair #24 AWG - Cat 5E TO WTPWSH11 012

02Spare0

03Spare0

04Spare0

05Spare0

06Spare0

07-SxPP1: 05, 06Plant Monitoring Network2

08-SxPP1: 30, 29Plant Monitoring Network2

09Spare2

10Spare2

11Spare2

12Spare2

13Spare2

14Spare2

15Spare2

16Spare2

17Spare2

18Spare2

19Spare2
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NOTES:

1.  Panel and Cabling are not in Contract 742-2005.  
Drawing Issued for Information Only.                                 
2.  Panel and Cabling are in Contract 498-2006.
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