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PART E – SPECIFICATIONS 

Revise: E7.6.3 to read: Heaters are to be CSA approved, 120VAC single phase.  Connect via a new Junction 
Box to existing wiring from existing lighting panel A, circuits 30 and 38. 

Revise:  E7.9.2 to read: The pump is to be 120VAC, single phase.  Connect via a new Junction Box to existing 
wiring from existing lighting panel B, circuits 10 and 14. 

NMS SPECIFICATIONS 

Revise NMS Specification Section 260534 – Conduits, Conduit Fastenings and Conduit Fittings:  

Clause 2.2.1 to read:   Rigid aluminum conduit: to CSA C22.2, threaded. 

Clause 3.2.4 to read:   Use rigid aluminum threaded conduit except where specified otherwise. 
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