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EAT (C) EWT (C) LPM kW
AccessoriesManufacturer Model Unit Size Airflow

(LPS) ESP (Pa)

Fan Powered Box Schedule

Tag Service
Coil Conditions

FPB11.1 Main Vestibule E.H. Price FDV 30 448 50 18 82 1.05 13.8 2row high capacity coil, 900 inlet
attenuator, 900 discharge attenuator
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