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PART E – SPECIFICATIONS 

Delete:  Section 15900, 1.2, .5:   Division 15900 shall provide an individual Johnson Metasys DDC unit controller 
for new fan unit.  

 

Revise:  Section 15900, 1.2, .6: This building has an existing Johnson Metasys B.M.S. (Building Management 
System).  Division 15900 shall provide new control wiring for new equipment and 
run back to existing DDC panel as required.  The existing DDC panel has spare 
points and shall be used to monitor and control the new exhaust fan system.  
DDC programming shall be performed by the City. 

 

DRAWINGS 

Replace: 844-2007_Drawing_ME-1-R3 with 844-2007_Addendum_1-Drawing_ME-1-R4 
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Template Version: A20070419 

 

  

 

Please note the following and attached changes, corrections, additions, deletions, information and/or instructions 
in connection with the Bid Opportunity, and be governed accordingly.  Failure to acknowledge receipt of this 
Addendum in Paragraph 8 of Form A: Bid may render your Bid non-responsive.  


