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PART D – SUPPLEMENTAL CONDITIONS

Add: D2.2(i) Firestopping and smoke seals work at the top of masonry walls, in rated areas.
Firestopping and seals work for mechanical and electrical trade work shall be by others.

Add: D2.2(j) Supply and install electric elevator.

Add: D2.3.2 Temporary hoarding, heating and lighting services outlined in D2.3.1 shall be provided as
required for the winter of 2007/2008.  Bidder shall assume these services will not be
required for the 2008/2009 winter season.

PART E - SPECIFICATIONS

Section 05550

Revise: 1.3.4 to read:    In addition to the design loads in the above clause .1, each open web steel roof joist shall
be designed for a 10 kN concentrated vertical load acting at midspan of the joist.
Bridging between the roof joists shall be in accordance with CSA S16, Clause 16.7.

Revise: 1.4.12 to read: Specifications of the Society for Protective Coatings (SSPC)

Add: 2.3.7 Surface preparation shall be in accordance with CSA S16, Clause 28.8.5, as applicable
for CSA G164.

Section 09300

Add: 2.1.1.6 Note: Change Rooms (329A & 332B) to be 80% CT-3, 20% CT-4. Final design layout by
consultant to follow via Field Instruction.

Add: 3.4.9 Waterproofing Membrane required in showers only
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Section 09900

Revise: 2.1.7.8 to read: Colour 8: To match SW4012 ‘Cirrus White’ by Sherwin Williams.

Section 10500

Replace Section 10500 with Section 10500(R1) included in this Addendum.

Section 14210

Revise: 1.1.2.1 to read: Division 3 Sections by elevator provider:

Revise: 1.1.2.2 to read: Division 4 Sections by elevator provider:

Revise: 1.1.2.3 to read: Division 5 Sections by elevator provider:

Revise: 1.1.2.4 to read: Division 9 Sections by elevator provider:

Add: 1.1.2.4.3 Assume floor tile CT-1.

DRAWINGS

The following Drawings have been revised and form part of this Addendum:

  Consultant
Dwg No.         City Dwg No.                                  Title

  CM G001-R14   SITE LAYOUT PLAN
WB-B0115 1-0601B-A-B0115-001-02D ARCHITECTURAL - PARTIAL PLAN OF WORKSHOP AREA
WB-B0119 1-0601B-A-B0119-001-02D ARCHITECTURAL - PARTIAL PLAN OF PIPE/FLASH MIX GALLERY (ELEV. 237.500)
WB-B0129 1-0601B-A-B0129-001-03D ARCHITECTURAL - PARTIAL PLAN OF ADMINISTRATION & DAF INFLUENT

GALLERY (ELEV. 242.500)
WB-B0136 1-0601B-A-B0136-001-02D ARCHITECTURAL - PARTIAL PLAN OF DAF TANK & GALLERY AND MECH. ROOM #1
WB-B0139 1-0601B-A-B0139-001-03D ARCHITECTURAL - PARTIAL PLAN OF ADMINISTRATION AND ROOF (ELEV.

245.000)
WB-B0153 1-0601B-A-B0153-001-02D ARCHITECTURAL - PARTIAL REFLECTED CEILING PLAN OF ADMINISTRATION

AREA

WB-B0154 1-0601B-A-B0154-001-03D ARCHITECTURAL - WALL SECTION AND CEILING DETAILS
WB-B0358 1-0601B-A-B0358-001-01D ARCHITECTURAL - MILLWORK PLANS, ELEVATIONS, AND SECTIONS
WB-B0501 1-0601B-A-B0501-001-02D ARCHITECTURAL - ROOM SCHEDULE
WB-B0506 1-0601B-A-B0506-001-02D ARCHITECTURAL - INTERIOR WINDOW ELEVATIONS
WB-B0805 1-0601B-A-B0805-001-02D ARCHITECTURAL - STAIR SECTIONS AND DETAILS

The following Drawings have been added and form part of this Addendum:

Consultant
Dwg No. City Dwg No. Title

PCL-01-R0 PCL WTP Cranes Site Plan

SK-2 PCL Crane Height Comparison


