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PART E – SPECIFICATIONS 

Revise: E1.3 (a) to read: Surfaces to be sandblasted and painted: The underside of the second floor including the 
decking, joists, beams and bracing; both main support structures of the wheel chair ramp 
canopy; the beams and decking of the catwalk. 

Revise: E1.3 (c) to read: Surface Preparation:  Sand Blast steel framing and decking to SSPC-SP 6 NACE 3 
Commercial Blast Cleaning standard to remove all rust, paint and corrosion products.  
The substrate should be clean and dry prior to painting. 
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