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PART B – BIDDING PROCEDURES 

Revise: B2.1 to read: The Submission Deadline is 4:00 p.m. Winnipeg time, August 19, 2008. 

PART D – SUPPLEMENTAL CONDITIONS 

Delete: D2.7 

Revise: D2.8 to read: The unit shall provide a dry contact to indicate a fault condition which the Contractor shall 
connect to an existing signal wiring. A high temperature switch in the discharge air 
plenum shall be considered acceptable as an indication of a fault condition. 
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OPPORTUNITY 
 

 
THIS ADDENDUM SHALL BE INCORPORATED 
INTO THE BID OPPORTUNITY AND SHALL 
FORM A PART OF THE CONTRACT 
DOCUMENTS 
Template Version: A20070419 

 
  

 

Please note the following and attached changes, corrections, additions, deletions, information and/or instructions 
in connection with the Bid Opportunity, and be governed accordingly.  Failure to acknowledge receipt of this 
Addendum in Paragraph 8 of Form A: Bid may render your Bid non-responsive.  


