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NOTES:
6. PROVIDE TWO(2) SAFETY CHAINS, ONE(1) PER EACH END, FOR TYPE 'FO6’ AND 'FO7’
LUMINAIRES.

7. TYPE 'FO8 AND 'FO9’' LUMINAIRES SHALL BE INSTALLED C/W MINIMUM #10 WIREGUARD.
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8. PROVIDE SEPARATE PRICE FOR ALTERNATE LIGHTING LAYOUT. THIS ITEM SHALL BE )
INCLUDED IN SEPARATE PRICE #3. )
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