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Corporate Finance Department 
Materials Management Division 558-2010 ADDENDUM #1  

MECHANICAL CLEANING OF HVAC EQUIPMENT, AND CLEANING AND 
RE-LAMPING OF LIGHT FIXTURES – FITNESS AREA, 644 PARKDALE  

ISSUED: July 22, 2010   
BY:  Kathy Roberts  
TELEPHONE NO.  (204) 470-7380 URGENT 

PLEASE FORWARD THIS DOCUMENT TO 
WHOEVER IS IN POSSESSION OF THE BID 
OPPORTUNITY 
 

 
THIS ADDENDUM SHALL BE INCORPORATED 
INTO THE BID OPPORTUNITY AND SHALL 
FORM A PART OF THE CONTRACT 
DOCUMENTS 
Template Version: A20070419 

 
  

 

Please note the following and attached changes, corrections, additions, deletions, information and/or instructions 
in connection with the Bid Opportunity, and be governed accordingly.  Failure to acknowledge receipt of this 
Addendum in Paragraph 8 of Form A: Bid may render your Bid non-responsive.  

PART D – SUPPLEMENTAL CONDITIONS 

Add: D2.2(a)(vii) Contractor shall clean all ductwork associated with air handling units AHU-1, AHU-2, 
AHU-3 and AHU-4. 

Add: D2.2(b)(iv) Contractor shall clean ALL light fixtures in the fitness area (including main level, 
mezzanine level, and ceiling).  Contractor shall only re-lamp the metal halide fixtures 
specified in drawing E-1.  

Page numbering on some forms may be changed as a result. 

PART E – SPECIFICATIONS 

Revise: E1.2 to read: The following are applicable to the Work: 
 

Drawing No. Drawing Name/Title 
A1.3 GROUND FLOOR PLAN – BUILDING ADDITION 
M2.1 MECHANICAL – MAIN FLOOR HVAC 
M2.2 MECHANICAL – MEZZANINE FLOOR HVAC 
M4.1 MECHANICAL – MEZZANINE FLOOR MECHANICAL ROOMS 
E-1 LAM FIXTURE – SHOP DRAWING 
E2.2 ELECTRICAL – MEZZANINE FLOOR LIGHTING 

DRAWINGS 

Add: 558-2010 _Drawing_ A1.3 

558-2010_Drawing_M2.1 

558-2010 _Drawing_M2.2 

558-2010 _Drawing_M4.1 

558-2010_Drawing_E2.2 
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