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Notes and Luminaire Schedule

FEPR432ACY4-T5-4-4-
120 Day -Brite Lights 
fixture. Calculated 
Footcandle points for 
booth #1, #2, #3 are at 5' 
off the floor   - Average 
125 Fc, Max 150 Fc, Min 
100 Fc.  Mounted at 
about 11'  above    the    
floor.   Fixtures     by 
overhead   doors   and    
water falls equipment 
mounted on the ceiling           

FEPR432ACY4-T5-4-4-
120 - Night Lights fixture 
mounted on the ceiling 
and wired to PBL 

M-58 Metal Halide lights 
mounted in paint   booth   
#   4 on the   ceiling.
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