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PART E – SPECIFICATIONS 

Add: E4.18 (r) 

 Provide support to City personnel to commission the network communication to the sluice gate and suction 
valve actuators.  Allow for eight (8) hours total for all actuators. 

Revise: 26 05 34 Clause 2.3.1 to read: 

 PVC coated malleable iron spacers, CSA approved for the purpose. 

Revise: 26 05 34 Clause 2.3.2 to read: 

 Aluminum channel may be utilized where conduits are grouped. 

Delete: 26 05 34 Clause 2.3.3 

Add: 26 05 34 Clause 3.2.12.5 

 Install spacers as required to provide a space between the conduits and the 
supporting surface, with a minimum space as follows: 

1. Above grade spaces not classified as CEC Category 1 or 2: 

 .1 Drywall / Wood surfaces: no space required 
 .2 Masonry / concrete surfaces: 6 mm 

2. Below grade spaces: 12 mm 
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