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PART A – BID SUBMISSION 

Replace: 135-2011 Bid Submission with 135-2011 Addendum 1 - Bid Submission.  The following is a summary of 
changes incorporated in the replacement Bid Submission: 

Form B(R1): Revisions to Items 1. and 2. 

PART E – SPECIFICATIONS 

Revise: E11.2.2 (b) (ii) to read: 

 (ii) Provide ASTM A536-84 Ductile Iron backup flange 13.6 kg (30 lb) for flanged connections. 

 

Add: E11.2.2 (b) (v): 

 (v) Blind flanges to be 25mm thick HDPE 5.4 kg (12 lb). 

 

Add: E.11.4.3 (b): 

 (b) Supply and installation of connection assembly will be measured on a unit basis.  The unit price payment 
shall include the required 350mm 90o HDPE flanged bends and connection pipe complete with backup 
rings and all items incidental to the Works. 
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Please note the following and attached changes, corrections, additions, deletions, information and/or instructions 
in connection with the Bid Opportunity, and be governed accordingly.  Failure to acknowledge receipt of this 
Addendum in Paragraph 10 of Form A: Bid may render your Bid non-responsive. 

 

  


