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PART D - SUPPLEMENTAL CONDITIONS 

Revise: D5.1(f)(i)  to read:  Phase 4 Project Documentation 

 D5.1(f)(i)(ii) to read:  At the conclusion of Phase 4 calibration and verification of the new instruments, 
four copies of each site binder will be required (to include record drawings, equipment 
information, and calibration parameters); any changes resulting in the one year maintenance 
period will be issued as an addendum to these binders. 
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306-2013 ADDENDUM 2  

REQUEST FOR PROPOSAL FOR PROFESSIONAL CONSULTING 
SERVICES FOR PHASE 4 COMBINED SEWER OVERFLOW 
MONITORING PROGRAM: INSTRUMENTATION AND REPORTING   

 ISSUED: April 15, 2013  
BY: Ho Lau  

URGENT 

PLEASE FORWARD THIS DOCUMENT TO 
WHOEVER IS IN POSSESSION OF THE 
REQUEST FOR PROPOSAL 
 

TELEPHONE NO.  (204) 986-5418 

 
THIS ADDENDUM SHALL BE INCORPORATED 
INTO THE REQUEST FOR PROPOSAL AND 
SHALL FORM A PART OF THE CONTRACT 
DOCUMENTS 
Template Version: Ar20130301 

 

 
Please note the following and attached changes, corrections, additions, deletions, information and/or instructions 
in connection with the Request for Proposal, and be governed accordingly.  Failure to acknowledge receipt of this 
Addendum in Paragraph 9 of Form A: Proposal may render your Proposal non-responsive. 

 

  


