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PART E – SPECIFICATIONS 
 

Delete Item 1.3.1 from Spec section 07 11 13 Bituminous Dampproofing  

Delete Item 1.4.1 from Spec section 07 11 13 Bituminous Dampproofing  

Delete Item 1.5.3.2 from Spec section 07 11 13 Bituminous Dampproofing  

Delete Item 3.4.1 from Spec section 07 27 00 Vapour and Air Barriers 

Revise Spec section 07 52 11 Modified Bituminous Roofing Item 1.6.1 to read 

 .1 For the Work of this Section 07 52 11 – Modified Bituminous roofing.  Material warranty is 10 years 
non-prorated. 

Delete Item 4.2 Related Work from Spec section 09 91 10 Painting  

Add E3 Concrete Column Mix Design 
   35 MPa compressive strength at 28 days 

Type 10 cement 
Water/cement ratio 0.5 
Max. aggregate 20mm 
5%-8% entrained air 

Add Soils Investigation Report,  attached. 
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