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EQPT PADS, TYP

TYPE F, TYP OF 4

BALLAST PIT

01

TYPE F

EQPT PADS

01

01

01

01

ADMINISTRATOR, TYPICAL.

COORDINATE OPENING SLEEVE SIZE AND LOCATION WITH CONTRACT 7.

AND VARIOUS THICKNESSES OF WALKWAYS IN CLARIFIER ROOM.

SLAB THICKNESS 300mm, EXCEPT 325mm AT ELECTRICAL ROOM,6.

FOR BEAM SCHEDULE.

"BM#" DENOTES BEAM NUMBER.  REFER TO DWG SSCH-K0015.

  - DENOTES LOCATION OF SST LIFTING EYE ON UNDERSIDE OF SLAB.4.

  - DENOTES LOCATION OF TYPE 2 DAVIT CRANE BASE INSERT.

  - DENOTES LOCATION OF TYPE 1 DAVIT CRANE BASE INSERT.3. 

NOTIFY CONTRACT ADMINISTRATOR OF DISCREPANCIES.

IN PRIMARY CLARIFIER TANK 1 AREA.

ELEVATION OF GROUND FLOOR TO MATCH ELEVATION OF EXISTING FLOOR2.

DESIGN LIVE LOAD FOR MECHANICAL ROOM IS 10 kPa.

DESIGN LIVE LOAD FOR STAIRS AND SUMP ACCESS ROOM IS 5 kPa.

BALLAST ROOM AND CLARIFIER ROOM IS 15 kPa.

DESIGN LIVE LOAD FOR LOADING AREA, WALKWAY, ELECTRICAL ROOM,1.
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