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Revise: D19.2(a) to read: Inspection, maintenance and repair of HVAC building Mechanical Systems in accordance 
with the minimum requirements specified in Sections E2.9, E2.10, – Fall / Winter 
inspections and further specified in Section E. Inspection, maintenance and repair service 
work, “as required”, shall be performed and completed between September 15 and 
November 30; 

Revise: D19.2(b) to read: Inspection, maintenance and repair of HVAC building Mechanical Systems in accordance 
with the minimum requirements specified in Sections E2.11, – Spring / Summer 
inspections and further specified in Section E. Inspection, maintenance and repair service 
work, “as required”, shall be performed and completed between April 15 and May 30:  

(i) Steam Cleaning (low pressure / high temperature) of the heat exchange 
modules for HRV1 and HRV2 shall be completed during this inspection 
and maintenance cycle.  
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 Please note the following and attached changes, corrections, additions, deletions, information and/or instructions 

in connection with the Bid Opportunity, and be governed accordingly.  Failure to acknowledge receipt of this 
Addendum in Paragraph 8 of Form A: Bid may render your Bid non-responsive. 

 

  


