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APPENDIX B (R1) – WATERMAIN RENEWAL LOCATIONS 

TABLE A 

 

STREET NAME LOCATION 
DETAILS 

DIAM. 
(mm) 

LENGTH 
(M) 

MCDERMOT AV LYDIA ST TO 
HARRIET ST. 

200 330 

SHERBROOK AV NOTRE DAME 
AV. TO 
WILLIAM AV. 

300 460 

WATERMAIN 
ABANDONMENT- 
MCDERMOT AV 

VARIOUS 300 varies 

TOTAL BUDGET $1,600,487  

 
TABLE B 

 
PLEASE NOTE: The locations and quantities of the abandonments detailed in Appendix B are based 
upon a preliminary review by Water and Waste staff.  The abandonment of hydrants, valves and 
interconnections should not be limited to these quantities/locations and could vary once a more 
detailed review is performed by the Consultant.     
 

LOCATION ACTION REQUIRED 

McPhillips Street @ Elgin 
Avenue  

 Cut and Plug 300 CI WM 
 

McPhillips Street @ William 
Avenue  
 

 Abandon 300mm Valve. 

McPhillips Street @ Bannatyne 
Avenue  
 

 Abandon Hydrant and Valve. 

 Abandon 300mm Valve 

McPhillips Street @ Mcdermot 
Avenue 

 Abandon 2-300mm Valves. 

 Abandon Hydrant and Valve. 

 Remove interconnect between two mains ( cut out 
400mm Tee and pipe through) 

Mcdermot Avenue @ Arlington 
Street 
 

 Abandon 2-300mm Valves. 

 Abandon Hydrant and Valve. 

 Abandon 300mm Valve  

Mcdermot Avenue @ 
Tecumseh Street 
 

 Abandon 300mm Valve. 

 Abandon Hydrant and Valve. 

Mcdermot Avenue @ Emily 
Street 
 

 Abandon 300mm Valve 

Mcdermot Avenue @ Pearl 
Street 
 

 Abandon 300mm Valve 
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LOCATION ACTION REQUIRED 

Mcdermot Avenue @ Olivia 
Street 
 

 150mm service to be moved to 250mm PVC 
Distribution Main 

 Abandon 300mm Valve 

Mcdermot Avenue @ 
Sherbrook Street 
 

 Abandon Hydrant and Valve. 

 Abandon 300mm Valve. 

 Remove interconnect between two mains ( cut out 
300mm Tee and pipe through) 

Mcdermot Avenue @ Furby 
Street 

 Abandon 300mm Valve. 

 Abandon Hydrant and Valve. 

Mcdermot Avenue @ Furby 
Street 
 

 Abandon 300mm Valve. 

 Abandon Hydrant and Valve. 
 
 

  

Mcdermot Avenue @ Lydia 
Street 
 

 Abandon Hydrant and Valve. 
 

Mcdermot Avenue @ Kate 
Street 
 

 Abandon 300mm Valve. 
 

Mcdermot Avenue @ Juno 
Street 

 

 Abandon Hydrant and Valve. 
 

Mcdermot Avenue @ Isabel 
Street 

 

 200mm service to be moved to 150mm PVC 
Distribution Main 

 Abandon 300mm Valve. 
 

Mcdermot Avenue @ Harriet 
Street 
 

 Abandon Hydrant and Valve. 
 

Mcdermot Avenue @ Gertie 
Street 
 

 200mm service to be moved to 150mm PVC 
Distribution Main 

 Abandon 300mm Valve. 
 

Mcdermot Avenue @ Frances 
Street 
 

 Abandon Hydrant and Valve. 
 

Mcdermot Avenue @ Ellen 
Street 
 

 Abandon 300mm Valve. 
 

Mcdermot Avenue @ Dagmar 
Street 
 

 Abandon Hydrant and Valve 

Mcdermot Avenue @ Hargrave 
Street 

 

 Abandon 300mm Valve. 

 Abandon Hydrant and Valve. 
 

Mcdermot Avenue @ Adelaide 
Street 
 

 Abandon Hydrant and Valve. 
 

Mcdermot Avenue @ Princess 
Street 

 

 Abandon 3-300mm Valves. 

 Abandon Hydrant and Valve. 

 Remove interconnect between two mains ( cut out 
250mm Tee and pipe through) 

 Abandon 2-250mm Valves. 
 


