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PART D – SUPPLEMENTAL CONDITIONS 

Revise D2.2(c) to read: Provide new operators, bolts, gaskets and valve components for 7 pool system valves, 
with materials suitable for chlorinated pool water.  As follows: 

(i) 12” Return Water Isolation Valve:  new operator, hand wheel and pressure gauge; 

(ii) 12” Return Water By-Pass Valve:  new longer spindle on hand wheel, and 
operator bolts; 

(iii) 8” Fill Water Pipe:  relocate valve and provide new accessible operator; 

(iv) 12” Valve on Post Filter System: replace; 

(v) 2 x 10” Lap Pool Drain Valves (Main Drain and Gutter Drain):  replace.  New hand 
wheel on southern valve shall be located approx. 3’-0” above checkerplate (exact 
height to be confirmed with Contract Administrator).  Modify checkerplate to 
ensure removal of plate does not require the removal of control mechanism; 

(vi) 1 x 150mm butterfly valve on filter drain to be replaced with knife gate valve. 

Page numbering on some forms may be changed as a result. 

PART E – SPECIFICATIONS 

Revise: E1.2 to read: The following are applicable to the Work: 
 

Specification No. Specification Title 
Division 01  –  
 

General Requirements 

011000 Summary of Work 
011400 Work Restrictions 
011900 Specifications and Documents 
013300 Submittal Procedures 
013523 Health and Safety 
014100 Regulatory Requirements 
014500 Quality Control 
015100 Temporary Utilities 
015200 Construction Facilities 
015300 Temporary Construction 
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017300 Execution 
017400 Cleaning and Waste Processing 
017810 Closeout Submittals 
017840 Maintenance Requirements 
017900 Demonstration and Training 
  
Division 21        – Mechanical
  
210500 Common Work for Mechanical 
  
Division 22        – Mechanical Plumbing
  
221000 Plumbing Piping 
224201 Plumbing Specialties 
225100 Swimming Pool Equipment 
  
Division 23        – Mechanical HVAC
  
230519 Gauges and Meters 
230553 Mechanical Identification 
230719 Piping Insulation 
232100 Hydronic Piping 
232123 HVAC Pumps 
  
Division 26  –  
 

Electrical – Addendum #1 

260310 Minor Electrical Demolition for Remodeling 
260500 Common Work Results for Electrical 
260519 Building Wire and Cable 
260526 Grounding and Bonding 
260529 Electrical Supporting Devices 
260533 Conduit 
260534 Boxes 
260553 Electrical Identification 

 
Drawing No. Drawing Name/Title 
E1.1 Basement Electrical Cover Page 
E1.2 Basement Electrical Plans 
E1.3 Electrical Schedules 
M1.1 Basement Mechanical Cover Page 
M1.2-R1 Basement Mechanical Plans – West 
M1.3-R1 Basement Mechanical Plans 
M1.4 Mechanical Schematics 

 

SPECIFICATIONS 

Add:         Section 225100, Item 2.1.5 Knife Gate Valves:  Unidirectional knife gate valve, single piece cast lug style 
body, 316 stainless steel knife gate and 304 stainless steel stem.  Packing and 
seats to be PTFE.  Provide with beveled gear operator. 

Replace: 383-2016_NMS_Dvision_26 with 383-2016_Addendum_1_NMS_Division_26 
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DRAWINGS 

Replace: 383-2016_Drawing_M1.2 with 383-2016_Addendum_1_Drawing_M1.2-R1 

Replace: 383-2016_Drawing_M1.3 with 383-2016_Addendum_1_Drawing_M1.3-R1 

  

 


