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PART D – SUPPLEMENTAL CONDITIONS 

Revise: D2.2(h) to read: Disconnect, remove and dispose of existing wall-mounted ballasts and splitter boxes 
associated with existing mercury fixtures over ice surface.  Supply and install a junction 
box in each location to terminate wiring (total of 5 locations). 
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