
T/O MAIN FLOOR
100000

A1

T/O CRAWLSPACE
98200

250 250 100

40
0

CONFIRM W/ ARCH.

+/- 1476

CONT. CONC. BENCH
C/W 2-20M TOP & BOTT.
W/ 10M STIRRUPS @ 300 O/C

CONT. CONC. UPSTAND
C/W 1-15M TOP & BOTT. & 2-10M INT.
W/ 10M SINGLE LEG STIRRUPS @ 300 O/C

MECH. GRILL, SEE MECH.

TYP. DECK TRENCH DRAIN,
SEE ARCH. & MECH.
MAINTAIN SLAB THICKNESS
BELOW TRENCH DRAINS

PROVIDE CONT. WATER
STOPS AS SHOWN

CONC. WALL,
SEE PLAN & SCHEDULE

EXTEND WALL REINF. INTO
CONC. BENCH ABOVE

CONC. PILASTER BEYOND,
SEE PLAN & SCHEDULE

TYP. EXTEND PILE REINF.
INTO PILASTER ABOVE

P.C. CONC. PILE,
SEE PLAN & SCHEDULE

CONC. SLAB, SEE PLAN & SCHEDULE
MAINTAIN SLAB THICKNESS BELOW ALL
TRENCH DRAINS AS SHOWN TO SUITE

MECH. OPENING,
SEE PLAN DETAIL

PROVIDE WATER STOPS AS SHOWN

PROVIDE MATCHING TOP &
BOTT. DOWELS  INTO G.B.

CONC. GRADE BEAM,
SEE PLAN & SCHEDULE
EXTEND MATCHING HOOKED
DOWELS INTO CURB ABOVE

CONC. SLAB,
SEE PLAN & SCHEDULE

TYP. EXTEND
PILE REINF. INTO
PILASTER ABOVE

MECH. DUCT, SEE MECH.
17

5

70
PROVIDE ADDN'L CONT. 2-20M

TOP & BOTT. AS SHOWN

1
3

296

78

T/O MAIN FLOOR
100000

2
CONC. SLAB, SEE PLAN & SCHEDULE
MAINTAIN SLAB THICKNESS BELOW ALL
TRENCH DRAINS AS SHOWN TO SUITE

PROVIDE WATER STOPS AS SHOWN

PROVIDE MATCHING
TOP & BOTT. DOWELS INTO G.B.

CONC. GRADE BEAM,
SEE PLAN & SCHEDULE
EXTEND MATCHING HOOKED
DOWELS INTO CURB ABOVE

CONC. SLAB,
SEE PLAN & SCHEDULE

CONC. WALL,
SEE PLAN & SCHEDULE
PROVIDE MATCHING DOWELS INTO
MASONRY WALL ABOVE

TYP. EXTEND PILE
REINF. INTO CONC.

G.B. ABOVE

38 KEYWAY

MASONRY WALL,
SEE PLAN & SCHEDULE

CONFIRM ALL
DIM'S WITH ARCH.

70

CONC. SLAB,
SEE PLAN & SCHEDULE

+/-742 +/-1048

1
3

296

78

T/O MAIN FLOOR
100000

C1

T/O CRAWLSPACE
98200

STEEL FRAME COLUMN,
SEE PLAN & SCHEDULE

TYP. EXTEND PILE
REINF. INTO CONC.

G.B. ABOVE

CONC. GRADE BEAM,
SEE PLAN & SCHEDULE

EXTEND MATCHING HOOKED
DOWELS INTO CURB ABOVE

CONC. PEDESTAL,
SEE PLAN & SECTION.
EXTEND REINFORCING
INTO DROP PANEL &
PILECAP BELOW

CONC. SLAB,
SEE PLAN & SECTION

CONC. DROP PANEL,
SEE PLAN & SCHEDULE.
MAINTAIN SLAB & DROP
PANEL THICKNESSES BELOW
ALL TRENCH DRAIN LOC'NS

TYP. EXTEND PILE
REINF. INTO CONC.
PILECAP ABOVE

SLAB BEYOND SHOWN DASHED,
MAINTAIN SLAB THICKNESS
BELOW ALL TRENCH DRAIN LOC'NS

70

296

78

PROVIDE MATCHING TOP &
BOTT. DOWELS INTO G.B.

T/O MAIN FLOOR
100000

C1

MASONRY BLOCK WALL BEYOND,
SEE PLAN & SCHEDULE

TRENCH DRAIN,
SEE ARCH. & MECH.

MAINTAIN SLAB THICKNESS
BELOW TRENCH DRAINS

CONC. SLAB,
SEE PLAN & SCHEDULE

MAINTAIN SLAB THICKNESS
BELOW ALL TRENCH DRAIN LOC'NS

CONC. GRADE BEAM BEYOND,
SEE PLAN & SCHEDULE

EXTEND PILE REINFORCING
INTO CONC. ABOVE

EXIST. MASONRY WALL,
SEE PLAN

EXIST. H.C. PLANKS TO REMAIN

THICKEN CONC. SLAB AS REQ'D
@ BRG. LOC'N, SITE CONFIRM LOC'N
AND CONFIRM CONDITION W/ ENGINEER

EXIST. CONC. FOUNDATION WALL,
SEE PLAN

1
1

T/O MAIN FLOOR
100000

A

T/O CRAWLSPACE
98200

EXIST. CONC. BUTTRESS
TO REMAIN, SEE PLAN

EXIST. MASONRY
BLOCK WALL, SEE PLAN

CONC. SLAB,
SEE PLAN & SCHEDULE

THICKEN CONC. SLAB AS REQ'D
@ BRG. LOC'N & R/W 1-25M TOP & BOTT.,

SITE CONFIRM BRG. LOC'N AND CONFIRM
EXIST. CONDITION W/ ENGINEER

EXIST. CONC. FOUNDATION WALL,
SEE PLAN

70

EXIST. VENEER
BLOCK WALL

NEW MASONRY
BLOCK WALL, SEE PLAN

EXIST. PILE & PILECAP,
SEE PLAN

CONT. LEDGE ANGLE L150x150x12
FAST. TO EXIST. SOUND CONC.

W/ 19Ø EPOXY ANCHORS @ 400 O/C

1
1

100 DP. UNREINFORCED CONC.
SEE ARCH. FOR DETAILS

T/O MAIN FLOOR
100000

A1

T/O CRAWLSPACE
98200

MAINTAIN SLAB THICKNESS
@ ALL DROPPED CONC. SLAB LOC'NS

CONC. SLAB, SEE PLAN & SCHEDULE
MAINTAIN SLAB THICKNESS BELOW ALL
TRENCH DRAINS AS SHOWN TO SUITE

600

70

40
0

MAINTAIN CONT. CONC. BENCH REINF.
W/ 2-20M TOP & BOTT.
W/ 10M STIRRUPS @ 300 O/C

MAINTAIN CONT. CONC. UPSTAND REINF.
W/ 1-15M TOP & BOTT. & 2-10M INT.
W/ 10M SINGLE LEG STIRRUPS @ 300 O/C

MECH. GRILL BEYOND, SEE MECH.

PROVIDE ADD'NL 3 STIRRUPS FROM CONC.
BENCH TO CONC. UPSTAND BTWN. ALL

MECH. GRILL LOC'NS AS SHOWN

PROVIDE ADD'NL HOOKED
BARS INTO SLAB BELOW

MECH. DUCT, SEE MECH.

CONC, WALL,
SEE  PLAN & SCHEDULE

15
0

1300

100 DP. UNREINFORCED CONC.
SEE ARCH. FOR DETAILS

PROVIDE ADDN'L CONT. 2-20M
TOP & BOTT. AS SHOWN

1
3

EXTEN ADDN'L 4-20M BOTT.
BARS 3500 INTO SLAB, SEE

PLAN & DETAILS

T/O MAIN FLOOR
100000

A1

T/O CRAWLSPACE
98200

40
0

MAINTAIN CONT. CONC. BENCH REINF.
W/ 2-20M TOP & BOTT.
W/ 10M STIRRUPS @ 300 O/C

MAINTAIN CONT. CONC. UPSTAND REINF.
W/ 1-15M TOP & BOTT.
W/ 10M SINGLE LEG STIRRUPS @ 300 O/C

MECH. GRILL BEYOND, SEE MECH.

EXTEND PILASTER REINF.
INTO CONC. BENCH ABOVE

PROVIDE ADD'NL 3 STIRRUPS FROM CONC.
BENCH TO CONC. UPSTAND BTWN. ALL

MECH. GRILL LOC'NS AS SHOWN

MECH. DUCT, SEE MECH.

CONC, PILASTER,
SEE  PLAN & SCHEDULE

STEEL FRAME COLUMN
NOT SHOWN FOR CLARITY

MAINTAIN SLAB THICKNESS
@ ALL DROPPED CONC. SLAB LOC'NS

CONC. SLAB, SEE PLAN & SCHEDULE
MAINTAIN SLAB THICKNESS BELOW ALL
TRENCH DRAINS AS SHOWN TO SUITE

15
0

100 DP. UNREINFORCED CONC.
SEE ARCH. FOR DETAILS

1
3

EXTEN ADDN'L 4-20M BOTT.
BARS 3500 INTO SLAB, SEE

PLAN & DETAILS

T/O MAIN FLOOR
100000

STEEL FRAME COLUMN,
SEE PLAN & SCHEDULE

CONC. PEDESTAL,
SEE PLAN & SCHEDULE

P.C. CONC. PILE,
SEE PLAN & SCHEDULE
EXTEND PILE REINF. INTO
CONC. PILECAP ABOVE

CONC. PILECAP,
SEE PLAN & SCHEDULE

CONC. DROP PANEL,
SEE PLAN & SCHEDULE

EXTEND PEDESTAL REINFORCING
INTO PILECAP BELOW C/W 90˚ HOOK

COL. BASE PLATE,
SEE PLAN & TYP. DETAILCONC. SLAB,

SEE PLAN & SCHEDULE

600 DIA.

47
0

VERT. L76x76x6.4 @ EA.
OWSJ LOC'N AS REQ'D

CONT. C100x8 WELD
TO VERT. ANGLE

WELD VERT. ANGLE TO TOP
& BOTT. OWSJ FLANGE

OWSJ C/W STEEL DECK,
SEE PLAN & SCHEDULE

CURTAIN WALL,
SEE ARCH.

300 - 141 Bannatyne Ave., Winnipeg, MB, R3B 0R3
204.956.0938 204.943.5597
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444 ADSUM DRIVE
WINNIPEG, MB
CANADA

CITY OF WINNIPEG
4TH FLOOR - 85 KING ST.
WINNIPEG, MB
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