
ASBESTOS DRAWING NOTES 
        
1.   PRESUMED ACM IN DRYWALL COMPOUND ON THE WALLS AND 
      CEILING. 
2.   PRESUMED VERMICULITE IN CONCRETE BLOCK WALLS. 
3.   CONFIRMED ACM IN TRANSITE CEILING.  PRESUMED VERMICULITE IN 
      CONCRETE BLOCK WALLS. 
4.   PRESUMED ACM IN DRYWALL COMPOUND ON THE WALLS.  PRESUMED 
      VERMICULITIE IN THE CONCRETE BLOCK WALLS. 
5.   PRESUMED ACM DRYWALL COMPOUND ON THE WALLS AND CEILING.  
      PRESUMED VERMICULITE IN THE CONCRETE BLOCK WALLS. 
6.   PRESUMED ACM IN DRYWALL COMPOUND ON THE WALLS. PRESUMED 
      VERMICULITIE IN THE CONCRETE BLOCK WALLS.  CONFIRMED 
      TRANSITE IN THE CEILING ABOVE LAY-IN CEILING TILES. 
7.   PRESUMED ACM IN DRYWALL COMPOUND ON THE WALLS. 
      CONFIRMED TRANSITE OIN THE WALLS BELOW DRYWALL.  PRESUMED 
      VERMICULITIE IN THE CONCRETE BLOCK WALLS.  CONFIRMED 
      TRANSITE IN THE CEILING ABOVE LAY-IN CEILING TILES. 
8.   PRESUMED ACM IN DRYWALL COMPOUND ON THE WALLS. PRESUMED 
      VERMICULITIE IN THE CONCRETE BLOCK WALLS.  PRESUMED ACM IN 
      PLASTER ON THE CEILING. 
9.   CONFIRMED TRANSITE ON THE WALLS BELOW DRYWALL.  PRESUMED 
      VERMICULITE IN THE CONCRETE BLOCK WALLS. 
10. CONFIRMED ACM IN VINYL TILE AND ADHESIVE ON THE FLOOR.  
      PRESUMED VERMICULITE IN THE CONCRETE BLOCK WALLS. 
      
ASBESTOS GENERAL NOTES 
      
1.   MANSONRY WALL ARE SUSPECTED TO CONTAIN VERMICULITE. 
2.   ROOF NEEDS TO BE TESTED PRIOR TO ANY DEMOLITION OR 
      MODIFICATIONS. 
3.   REMOVAL OF CEILING SYSTEMS CONTAINING ASBESTOS BY THIS 
      CONTRACT.  INSTALLATION OF NEW CEILINGS BY THIS CONTRACT. 
4.  CUTTING/CORING OF WALL, FLOOR OR CEILING PENETRATIONS BY 
     THIS CONTRACT.   LOCATES FOR CUTTING/CORING BY THIS CONTRACT. 
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