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PART E – SPECIFICATIONS 

Add: E1.1.6 (b)(xi): Provide design of new ladders inside Station, complete with rest platforms if ladder length 
is greater than five (5) metres. 

Revise: E1.1.6 (d)(ix) to read: Provide for new installation of sump pump in the pump room of the Station; 

 Provision of sump and sump pump, complete with all discharge piping and 
power connections in each of the Station comminutor chambers 

APPENDICES 

Replace: 1121-2018_Appendix_A with 1121-2018_Addendum_1-Appendix_A-R1 
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Please note the following and attached changes, corrections, additions, deletions, information and/or instructions 
in connection with the Request for Proposal, and be governed accordingly.  Failure to acknowledge receipt of this 
Addendum in Paragraph 9 of Form A: Proposal may render your Proposal non-responsive. 

 

  


