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NOTES:

1. TH REFERS TO BOREHOLE TEST LOG. TEST HOLE TH18-01 WAS TAKEN BY

TREK GEOTECHNICAL ON FEBRUARY 23, 2018.

2. CONTRACTOR IS RESPONSIBLE TO CONFIRM THE LOCATION OF ALL

UTILITIES / SERVICES IN THE FIELD PRIOR TO CONSTRUCTION AND IS

RESPONSIBLE FOR NOTIFYING THE APPROPRIATE COMPANY,

DEPARTMENT OR PERSON(S) OF INTENTION TO CARRY OUT ITS

OPERATIONS

3. CONTRACTOR TO CONFIRM THE LEVEL OF TOP OF BEDROCK PRIOR TO

CONSTRUCTION AT SU-5 AND SU-6 WITH PROOF-CORE AT PILES LOCATION.

4. TEMPORARY REMOVAL OF EXISTING STAIR HANDRAIL AND PORTAGE AVE

END BARRIER TO ACCESS SU-6 IS ALLOWED.THE CONTRACTOR SHALL

SUBMIT HIS COMPLETE CONSTRUCTION STAGING PLAN AND SCHEDULE TO

THE CONTRACT ADMINISTRATOR FOR REVIEW AND ACCEPTANCE PRIOR

TO PROCEEDING WITH THE WORK.

5. MINIMUM CLEAR DISTANCE BETWEEN SURFACE OF CONCRETE PILE CAP

AND 115kV LINE IS 1.0 m.

6. EXCAVATION WITHIN 3 m OF 115 kV LINE MUST BE COMPLETED BY

HYDRO-EXCAVATION TO DEPTH OF UNDERSIDE OF 115 kV LINE.

EXCAVATION BEYOND FORMWORK LIMIT TO SOUTH OF SU-1 THROUGH

SU-4 IS NOT ALLOWED. FORMWORK MAY STAY IN PLACE ON APPROVAL OF

CONTRACT ADMINISTRATOR. THERE IS A 150 mm THICK CONCRETE

SURFACE AT SU-4 LOCATION AT APPROXIMATELY 1.5 m DEPTH. CONCRETE

TO BE SAWCUT AND REMOVED BY LIFTING OUT OF PLACE.

7. PILE INSTALLATION TOLERANCES SHALL BE ± 50 mm IN PLAN AND NO MORE

THAN 2% OUT OF PLUMB BY LENGTH. CONTRACTOR RESPONSIBLE FOR

ENSURING PLUMBNESS IN PREBORE LOCATIONS
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