
 

 

 

 

 

 

 

 

APPENDIX B 

SITE PHOTOS 

  



Electrical Room 

 

 
Photo 1 – Ceiling 

 
Photo 2 – Switchgear 



 
Photo 3 – Switchgear 

 
Photo 4 – Switchgear 

 



 
Photo 5 – Switchgear 

 
Photo 6 – Switchgear 

  



Electrical Shed 

 
Photo 7 – Transformer 

 
Photo 8 – Transformer 



Staffhouse 

 
Photo 9 - Electrical Shed Conduits 

 
Photo 10 – Electrical Panel 

  



 
Photo 11 – Electrical Panel Conduits 

Gatehouse – Fire Pump Exhausts 

 
Photo 12 – Fire Pump 1 and 2 Exhausts 

  



 
Photo 13 – Fire Pump 1 and 2 Exhausts 

Fuel Oil Systems 

 
Photo 14 – Diesel Fuel Tanks 

  



 
Photo 15 – Diesel Fuel Tanks 

 
Photo 16 – Fire Pump 2 Diesel Fuel Lines 

  



 
Photo 17 – Fire Pump 1 Diesel Fuel Lines 

 
Photo 18 – Pump house Diesel Fuel Line 

  



 

Photo 19 – Pump house Diesel Fuel Line 

 

Photo 20 – Pump house Diesel Fuel Line 



 
Photo 21 – Pump house Diesel Fuel Line 

Gatehouse Ceiling 

 
Photo 22 – Gatehouse Skylight and Ceiling 

  



 
Photo 23 – Gatehouse Ceiling 

Fire Pumps 

 
Photo 24 – Common Discharge Piping 



 
Photo 25 – Fire Pump 2 Discharge Piping 

 

Photo 26 – Fire Pump 2 Discharge Piping 

  



 
Photo 27 – Fire Pump 1 Discharge Piping 

 

Photo 28 – Fire Pump Discharge Piping 

  



 

Photo 29 – Fire Pump 1 Control Panel 

 

Photo 30 – Fire Pump 2 



 
Photo 31 – Fire Pump 2 Control Panel 

 
Photo 32 – Fire Pump Engine Silencers to be removed. 


