
C

CB-P7034-7
XV-P33114

15A
SCP VALVE

G

CB-P7034-3
P-P3320

15A
SCUM DEWATERING

UNIT CAKE
DISCHARGE

CHUTE

MCC-P7034

K

CB-P7034-4
P-P3502

15A
PROCESS

DRAIN
LIFTSTATION
PD PUMP 2
(STANDBY)

O

CB-P7034-5
F-P5221

15A
FOUL AIR

FAN
(STANDBY)

S

CB-P7034-8
P-P0120

15A
AIR COMPRESSOR

2

A

CB-P7034-14
XD-P34234

15A
OVERHEAD

DOOR

E

CB-P7034-15
XV-P33122

15A
TK-P3221 SCP

FLOW CONTROL
VALVE

I

CB-P7034-16
XV-P33124

15A
SCUM TANK 1B
RETURN VALVE

M

CB-P7034-17
AHU-P6400

15A
AIR HANDLING UNIT

Q

CB-P7034-9
AHU-P6200

35A
ENERGY RECOVERY

VENITLATOR 2
(ERV 2)

A

CB-P7034-13
P-P6640

15A
BLDG. GS

(STANDBY)

E

CB-P7034-10
PNL-P7004

90A
PANELBOARD
208Y/120V, 4W

200A

U

SPACE

C

CB-P7033-CB.T
600A

TIE BREAKER

123

Q

CB-P7033-13
LCP-P3410

25A
TRUCK LOADING

PANEL

NOTE 4

MCC-P7033

L

CB-P7033-1
TVSS (SPD)

M

CB-P7033-6
AHU-P6300

15A
MAKEUP AIR UNIT

(MAU-1)

A

CB-P7033-5
P-P0110

15A
AIR COMPRESSOR

1

E

CB-P7033-10
P-P6610

15A
PLANT HWS

PUMP
(DUTY)

I

CB-P7033-11
P-P6630

15A
BLDG. GS

(DUTY)

K
SPACE

U

CB-P7033-15
FV-P33131

15A
SCP VALVE

M

CB-P7033-12
P-P3310

15A
SCUM DEWATERING

UNIT CAKE
DISCHARGE CHUTE

Q

CB-P7033-14
P-P5200

15A
GRINDER PUMP

U

CB-P7033-8
PNL-P7003

90A
PANELBOARD
208Y/120V, 4W

200A

4

A

CB-P7033-16
FV-P33112

15A
SCP VALVE

E

CB-P7033-17
FV-P33121

15A
SCP VALVE

I

CB-P7033-18
XD-P34134

15A
OVERHEAD DOOR

M

CB-P7033-19
XD-P34334

15A
OVERHEAD DOOR

Q

CB-P7033-2
P-P3501

15A
PROCESS DRAIN

LIFTSTATION
PD PUMP 1

(DUTY)

U

CB-P7033-3
F-P5211

15A
FOUL AIR

FAN
(DUTY)

5

A

CB-P7033-7
AHU-P6100

35A
ENERGY RECOVERY

VENTILATOR 1
(ERV-1)

E

SPACE

1 2 3

W

SPACE

4

U

CB-P7034-12
P-P6620

15A
PLANT HWS

PUMP
(STANDBY)

CB-P7033.MCB
600A

A

Q

CB-P7033-4
60A

WELDER PLUG
MECHANICAL

ROOM
2-202

U

CB-P7033-9
MCP-P3310

50A
SCUM DEWATERING

UNIT MOTOR
CONTROL PANEL
(ROTARY PRESS)

POWER SUPPLY

N

6

A
POWER METER

Q

SPACE

TOP HATTOP HAT

5 6

NOTE 4

L

CB-P7034-1
TVSS (SPD)

N

CB-P7034-6
LCP-P3420

25A
TRUCK LOADING

PANEL

U

CB-P7034-11
MCP-P3320

50A
SCUM DEWATERING

UNIT MOTOR
CONTROL PANEL
(ROTARY PRESS)

CB-P7034-2
15A CONTROLS

R

CB-P7034.MCB
600A

A

A

POWER METER

I

SPACE

TOP HAT
& LUGS

TOP HAT

4/0
 R

W
U9

0 B
OU

ND
 T

O 
PR

IM
AR

Y 
CA

LR
IF

IE
R 

BU
ILD

IN
G 

GR
OU

ND
 B

US
BA

R

4/0
 R

W
U9

0 T
O 

MC
C 

GR
OU

ND
 B

US
 M

CC
-P

70
33

4/0
 R

W
U9

0 T
O 

MC
C 

GR
OU

ND
 B

US
 M

CC
-P

70
34

3 A
W

G 
RW

U9
0 T

O 
XF

MR
-P

70
13

3 A
W

G 
TO

 X
FM

R-
P7

01
4

4/0
 R

W
U9

0 C
AB

LE
 T

RA
Y 

SY
ST

EM
 1

4/0
 R

W
U9

0 C
AB

LE
 T

RA
Y 

SY
ST

EM
 2

RE
SE

RV
ED

 F
OR

 O
UT

DO
OR

 G
RO

UN
DI

NG

RE
SE

RV
ED

 F
OR

 O
UT

DO
OR

 G
RO

UN
DI

NG

 ELECTRICAL ROOM FACILITY GROUND BUSBAR
NOTES:

1. INDOORS: EXCEPT WHEN ROUTED IN CABLE TRAY RUN BONDING CONDUCTORS IN RPVC.
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NOTES:

1. REFER TO SINGLE LINE DIAGRAMS FOR DEVICES (PROTECTION RELAYS, POWER METERS, ETC.) TO BE
MOUNTED AT THE FRONT OF EACH COMPARTMENT.

2. MCC MAIN BREAKERS ARE TOP ENTRY WITH METERING.
3. HORIZONTAL BUS SHALL BE TINNED COPPER, WITH A MINIMUM BRACING OF 42kA.
4. ENSURE HOUSEKEEPING PAD EXTENDS BEYOND THE MCC BY A MINIMUM OF 25.4mm IN ALL DIRECTIONS

WITH A MINIMUM THICKNESS OF 100mm.

NOTICE:
AS-CONSTRUCTED DIMENSIONS, MEASUREMENTS AND
OTHER DETAILS CONTAINED IN THIS AS-BUILT DRAWING
HAVE BEEN OBTAINED BY AECOM CANADA LTD.
("AECOM") FROM VARIOUS SOURCES. SUCH
INFORMATION REPRESENTS THE BEST INFORMATION
AVAILABLE TO AECOM AT THE TIME OF PREPARATION
OF THIS AS-BUILT DRAWING. AECOM DOES NOT IN ANY
WAY REPRESENT OR WARRANT THAT SUCH
INFORMATION IS ACCURATE AND ASSUMES NO
RESPONSIBILITY FOR ANY ERRORS OR OMISSIONS
CONTAINED THEREIN.

NORTH END SEWAGE TREATMENT PLANT
PRIMARY CLARIFICATION PROJECT

NO. REVISIONS DATE DESIGN CHECK

DESIGNED BY:

DRAWN BY:

SCALE:

DATE:

CONSULTANT NO.:

CHECKED BY:

APPROVED BY:

RELEASED FOR CONSTRUCTION

ENGINEER'S SEAL

CITY DRAWING NUMBER SHEET REV. SIZE

BY:

DATE:20
23

/08
/16

 12
:39

 A
M

PA
TH

:

LA
ST

 S
AV

E:

C:
\U

se
rs\

wi
lso

nt\
DC

\A
CC

Do
cs

\A
EC

OM
\C

ity
 of

 W
inn

ipe
g -

 N
EW

PC
C 

Up
gr

ad
es

 20
21

\P
ro

jec
t F

ile
s\9

00
 D

es
ign

 C
oll

ab
or

ati
on

\60
66

12
62

 P
rim

ar
y C

lar
ifie

r U
pg

ra
de

\E
 - 

El
ec

tric
al\

DW
G 

- D
D\

1-
01

01
-E

CB
D-

P7
01

.dw
g

A1
 S

IZ
E 

- 5
94

mm
 x 

84
1m

m

A1

THE CITY OF WINNIPEG
WATER AND WASTE DEPARTMENT

2021-06-07

TENDER NO. 463-2022

P3-E202 1-0101-ECBD-P701 001

ELECTRICAL
SCUM DEWATERING BUILDING - MCC ELEVATION

MCC-P7033 & MCC-P7034

JG

TW

SB

SRB

NTS

0100 ISSUED FOR TENDER 2023-08-17 JEP SB
01 ISSUED FOR ADDENDUM 5 2023-11-20 TW SB

REFERENCE DRAWING

NO. DRAWING TITLE DRAWING NUMBER

1 SCUM DEWATERING BUILDING - SINGLE LINE
DIAGRAM MCC-P7033 1-0101-ESLD-P708

2 SCUM DEWATERING BUILDING - SINGLE LINE
DIAGRAM MCC-P7034 1-0101-ESLD-P709

3 SCUM DEWATERING BUILDING - MAIN LEVEL
POWER PLAN 1-0101-EGAD-P003

Certificate of Authorization

AECOM Canada Ltd.

No. 4671       Date:_____________2023-08-172023-08-17

Certificate of Authorization

AECOM Canada Ltd.

No. 4671       Date:_____________


	Sheets and Views
	1-0101-ECBD-P701


		2023-11-20T14:59:51-0600
	Saro Setrak Aharon Boghosian




