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GENERAL DRAWING NOTES

50 DOMESTIC POTABLE COLD WATER MAIN RISER.

75 FLUSHING WATER (W3 WATER) UP TO SECOND LEVEL.

75 GHS UP TO SECOND LEVEL MECHANICAL RM.

75 GHR UP TO SECOND LEVEL MECHANICAL RM.

50 DOMESTIC HOT WATER MAIN RISER.

PROVIDE ISOLATION VALVES FOR ALL REELS AND HOSE BIBBS.

20 DOMESTIC COLD WATER TO POLYMER DOSING UNIT IN POLYMER RM.

50 SANITARY LINE UP FOR MECHANICAL ROOM FLOOR DRAIN.

75 SANITARY LINE TIGHT TO U/S OF STRUCTURE.

50 SANITARY LINE UP FOR AHU - P 6004 CONDENSATE DRAIN C/W TRAP.

50 SANITARY LINE UP FOR AHU - P 6001 AND P 6002 CONDENSATE DRAIN C/W TRAP.

40 SANITARY LINE FOR HOT WATER TANK PRV DISCHARGE  C/W TRAP.

75 SANITARY LINE DOWN TO BASEMENT B-002.

20 HOT WATER RECIRCULATING LINE BACK UP TO MECHANICAL ROOM
RECIRCULATING PUMP.

40 SANITARY LINE UP FOR AHU - P 6001-1 (MAKE-UP AIR UNIT 1) CONDENSATE DRAIN
C/W TRAP.

20 SS OPEN ENDED W3 FLUSH WATER PIPE. EXTEND 200MM FROM 'T'

50 SS W3 FLUSH WATER PIPE CONNECTED TO BASEMENT 75 FLUSH WATER MAIN
DISTRIBUTION LINE. C/W ISOLATION VALVE.

50 SS W3 FLUSH WATER PIPE C/W CAM LOCK CONNECTION, AND SHUT OFF VALVE
FOR HOSE WASH DOWN.

ELECTRONIC TRAP PRIMER SYSTEM.

40 SANITARY TERMINATE TO NEAREST VENT LINE.

PLACE HYDRONIC PIPING BEHIND DUCTWORK TIGHT TO WALL.

LONG STEM VALVE C/W VALVE BOX.
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3

GENERAL  NOTES:

1. PROVIDE AN APPROVED FIRE STOPPING SYSTEM FOR ALL
MECHANICAL PENETRATIONS THROUGH FIRE RATED
WALLS AND FLOORS. COORDINATE WITH
ARCHITECTURAL FOR FIRE RATED AREAS AND FIRE
RATED WALLS.

2. PROVIDE SIGNAGE FOR ALL W3 WATER HOSE REELS AND
OUTDOOR HOSE BIBBS.

3. PROVIDE SIGNAGE FOR ALL W3 WATER CONNECTED TO
PROCESS EQUIPMENT AND EQUIPMENT PIPING WITH
DEDICATED W3 WATER DISTRIBUTION.

4. ALL SANITARY FLOOR DRAINS C/W TRAP AND TO BE
TRAPPED PRIMERED.
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