
A

B

C

D

E

F

1 2 3 41'

1

P3-M301

3

P3-M301

MECHANICAL

2 - 202

DEWATERING

2 - 200

STAIR 1

2 - 201

STAIR 2

2 - 203

2

P3-M301

1

P3-M302

2

P3-M302

20 - GS

20 - GR

50 - GR

10 - RL
13 - RS

1

GENERAL DRAWING NOTES

75 HYDRONIC HOT WATER SUPPLY FROM MAIN LEVEL.

75 HYDRONIC HOT WATER RETURN TO MAIN LEVEL.

50 DOMESTIC POTABLE WATER FROM MAIN LEVEL.

75 FLUSHING WATER FROM MAIN LEVEL.

50 SANITARY VENT UP TO ROOF.

40 SANITARY LINE UP TO MECHANICAL ROOM 2-202 FOR
AHU - P 6004 CONDENSATE DRAIN,C/W TRAP. TERMINATE
END ONE SIZE LARGER TO 50 A.F.F.

40 SANITARY LINE UP TO MECHANICAL ROOM 2-202 FOR
AHU - P 6001-1 CONDENSATE DRAIN,C/W TRAP. TERMINATE
END ONE SIZE LARGER TO 50 A.F.F.

40 SANITARY LINE UP TO MECHANICAL ROOM 2-202 FOR
AHU - P 6001 CONDENSATE DRAIN,C/W TRAP. TERMINATE
END ONE SIZE LARGER TO 50 A.F.F.

DOMESTIC HOT WATER TANK C/W PAN AND DRAIN OUTLET.

75 PROCESS FLUSHING WATER (W3) DOWN TO BASEMENT.

DOMESTIC HOT WATER STORAGE TANK C/W PAN AND DRAIN
OUTLET.
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3

GENERAL  NOTES

1. PROVIDE AN APPROVED FIRE STOPPING SYSTEM FOR ALL
MECHANICAL PENETRATIONS THROUGH FIRE RATED
WALLS AND FLOORS. COORDINATE WITH
ARCHITECTURAL FOR FIRE RATED AREAS AND FIRE
RATED WALLS.

2. ALL SANITARY FLOOR DRAINS C/W P - TRAP AND TO BE
TRAPPED PRIMERED.
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A0-M701 1-0101-MDTL-A001 001 DETAILS AND SCHEMATICS
A0-M702 1-0101-MDTL-A001 002 DETAILS AND SCHEMATICS
A0-M703 1-0101-MDTL-A001 003 DETAILS AND SCHEMATICS
A0-M704 1-0101-MDTL-A001 003 DETAILS AND SCHEMATICS
P3-M101 1-0101-MGAD-P602 001 LOWER LEVEL PLUMBING & HVAC FLOOR PLAN
P3-M102 1-0101-MGAD-P603 001 MAIN LEVEL PLUMBING & HVAC FLOOR PLAN
P3-M103 1-0101-MGAD-P604 001 SECOND LEVEL PLUMBING & HVAC FLOOR PLAN
P3-M104 1-0101-MGAD-P605 001 LOWER LEVEL VENTILATION PLAN
P3-M105 1-0101-MGAD-P606 001 MAIN LEVEL VENTILATION PLAN
P3-M106 1-0101-MGAD-P607 001 SECOND LEVEL VENTILATION PLAN
P3-M107 1-0101-MGAD-P608 001 ROOF HVAC PLAN
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