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PART D – SUPPLEMENTAL CONDITIONS 

Revise:  D7.2.3(a)(iii) to read: automatic sampling instrumentation and include a recommendation for the proposed 
discharge sampling instrumentation, with cost and availability information; 

▪ any electronic equipment that is installed in the sewer system where fuel and 
oxygen are present to create an explosive environment is required to be 
intrinsically safe. 

 

 

Corporate Finance Department 

Materials Management Division 

 

949-2022 ADDENDUM No. 2 

PROFESSIONAL CONSULTING SERVICES FOR RIVER, STREAM AND 
COMBINED SEWER OVERFLOW DISCHARGE WATER QUALITY 
MONITORING 

 ISSUED: February 7, 2023  
BY: Patrick Coote  

URGENT 

PLEASE FORWARD THIS DOCUMENT TO 
WHOEVER IS IN POSSESSION OF THE 
BID/PROPOSAL 
 

TELEPHONE NO.  204 986-2456 

 
THIS ADDENDUM SHALL BE INCORPORATED 
INTO THE BID/PROPOSAL AND SHALL FORM 
A PART OF THE CONTRACT DOCUMENTS 
Template Version: Add 2021-03-05 

 

 
Please note the following and attached changes, corrections, additions, deletions, information and/or instructions 
in connection with the Bid/Proposal, and be governed accordingly.  Failure to acknowledge receipt of this 
Addendum in Paragraph 10 of Form A: Bid/Proposal may render your Bid/Proposal non-responsive. 

 

  


