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PART D – SUPPLEMENTAL CONDITIONS 

Add: D9.15 (l) Setting Letter for Automatic Transfer Switch.   

Add: D14.5 (n) Customer Service Termination End. 

Add: D14.5 (o) Automatic Transfer Switch. 

Add: D14.5 (p) Load Bank. 

Add: D14.5 (q) Main Motor Control Centre Power Meter. 

Add: D14.5 (r) All HVAC Heaters. 

Add: D14.5 (s) Outdoor Lighting. 

Add: D14.5 (t) Air Conditioning Unit. 

Add: D14.5 (u) PLC System (including Communications, Local & PLC Mode, Pump Duties). 

Add: D14.5 (v) NEWPCC and SEWPCC Motorized Valve Control Panel. 

Add: D15.6 (l) (vi) Automatic Transfer Switch Setting Letter. 

Add: D15.6 (l) (vii) HVAC Controller Setting Letters. 
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