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ASPHALT SHINGLES
(AS SPEC.'D)

PREFIN. MTL. GUTTER
(AS SPEC'D)

ASPHALT SHINGLES
(AS SPEC.'D)

ASPHALT SHINGLES
(AS SPEC'D)
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SLOPESLOPE

BABY CHANGE TABLE
(AS SPEC'D)

BABY CHANGE TABLE
(AS SPEC'D)

TO C/L OF FIXTURE
AS PER CODE

D.F.
(SEE MECH.)

FLR. DRAIN (SEE MECH.)
(SET T/O DRAIN AT 13 BELOW 100 000)

DISPLAY CASE
C/W LIGHTING
(SEE DM-7)

GYP.BD. (PAINT)

GYP.BD. (PAINT)

INSUL. PIPES
BELOW LAV. TYP.

BABY
CHANGE

BABY CHANGE
TABLE INFRONT
(AS SPEC'D.)

300mm GRAB BAR

INSUL. PIPES
BELOW LAV. TYP.

WALL TILE (AS SPEC'D)

GYP.BD. (PAINT)

BABY
CHANGE

1200 GRAB BAR

1200 GRAB BAR

FEMALE W/C 111 INT. ELEVATIONS
SCALE: 1:50
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MALE W/C 112 INT. ELEVATIONS
SCALE: 1:50
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ROOF PLAN
SCALE: 1:150
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A2-2

ENLARGED W/C 111 & 112
SCALE: 1:50

2

A2-2

PREFIN. MTL. GUTTER
(AS SPEC'D.)

PREFIN. MTL. GUTTER
(AS SPEC'D.)

CUT WALL TILE 
TO 1/2 WIDTH
AT CURVE
(AS SPEC'D)

CUT WALL TILE 
TO 1/2 WIDTH
AT CURVE
(AS SPEC'D)

CODE REQ'D. ATTIC  SEPARATION
IN ORDER THAT ATTIC AREA BE LESS 

THAN 300M2 AND NO DIM. MORE THAN 20M
 

PROVIDE13 OSB TO ONE FACE OF ROOF TRUSS
(W/ ALL JOINTS SUPPORTED) C/W

800W X 900H 13 OSB ACCESS  DOOR W/
SPRING HINGE AND C-PULL 

ELECT. HANDRYERS
(AS SPEC'D.)

PARTIAL PLAN - AT SKATE CHANGE
SCALE: 1:20
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TOILET PAPER
DISPENSOR
N.I.C. (TYP.)

PERIMETER OF CONC. SLAB
TO BE AT 100 000

EXTENT MOD. BIT. UP SLOPE
900 UNDER SHINGLES

MOD. BIT. ROOF
AS SPEC'D

MOD. BIT. ROOF
ON BUILT UP
WOOD SADDLE

PERIMETER OF CONC. SLAB
TO BE AT 100 000

WALL TILE 
(AS SPEC'D.) TO
HT. SHOWN ON ALL WALLS
WITHIN WC 111

WALL TILE 
(AS SPEC'D.) TO

HT. SHOWN ON ALL WALLS
WITHIN WC 111

 TOILET PARTITION
(AS SPEC'D.)

WALL TILE 
(AS SPEC'D.) TO
HT. SHOWN ON ALL WALLS
WITHIN WC 112

 TOILET PARTITION
(AS SPEC'D.)

GYP.BD. (PAINT)

ELECT. HANDRYERS
(AS SPEC'D.)

WALL TILE 
(AS SPEC'D.) TO
HT. SHOWN ON ALL WALLS
WITHIN WC 112

(NOTE:
SOAP DISP., PAPER TOWEL DISP., AND TOILET DISP.
ARE NOT IN CONTRACT

(NOTE:
SOAP DISP., PAPER TOWEL DISP., AND TOILET DISP.
ARE NOT IN CONTRACT

PREFIN. MTL. GUTTER
(AS SPEC'D.)

BLT. UP WD.POST
AT RADIAL LINE
(SEE STRUCT.)BLT. UP WD.POST

INBETWEEN WINDOWS
(SEE STRUCT.)

DIMENSION BETWEEN EXT. 
FACE OF CURVED STUD WALL
AT CENTER OF BAY AND 
STRAIGHT LINE BETWEEN 30 DEG.
RADIAL LINES
(LOCATION OF BM. ABOVE 
(SEE STRUCT.)

ROOF OVERHANG
ABOVE

FURR OUT WD.POST 
AS REQ'D. TO FRAME
R/O FOR WINDOW
(TYP.)

FACE OF VENEER MASONRY
BELOW

BLT. UP WD.RIDGE BM. 
AT U/S ROOF SHEATHING
ABOVE
(SEE STRUCT.)

WD. JOISTS AT U/S ROOF SHEATHING
ABOVE
(SEE STRUCT.)

BLT. UP WD.BM. ABOVE
(SEE STRUCT.)

BASEBRD. HEATERS BELOW BENCH
INBETWEEN BENCH BRACKETS
(SEE ELEC.)

TOILET PAPER
DISPENSOR
N.I.C. (TYP.)

GYP.BD. CLAD RECESSED 
LIGHTING SLOT

GYP.BD. CLAD RECESSED 
LIGHTING SLOT  TYP.

FLR. DRAIN (SEE MECH.)
(SET T/O DRAIN AT 13 BELOW 100 000)
KEEP 300 MIN. FROM EDGE OF STRUCT.
SLAB DROP PANEL
(COORDIANTE W/ STRUCT.)

900 GRAB BAR

SPACE STUDS @ 200 O/C AT CURVE
(CUT STRAWBRD. INTO VERT. PANELS
200+/- WIDE AND SECURE EDGES TO 
STUDS BEYOND)

900 GRAB BAR

PROVIDE CHIMNEY ENCLOSURE ABOVE ROOF
(SEE NOTE ON WEST ELEVATION DWG. 2/A3-2)

ALONG  FACE OF ROOF TRUSS
CLOSEST TO CENTER OF GYM

PROVIDE CHIMNEY ENCLOSURES ABOVE ROOF
(SEE NOTE ON ELEVATION DWG. 1/A3-2 AND 2/A3-2)

PROVIDE WALL MTD. MIRROR
ABOVE EACH VANITY
(AS SPEC'D.)

SET U/S MIRROR AT TOP OF BACKSPLASH
FOR ACCESSIBILITY

SET U/S MIRROR AT TOP OF BACKSPLASH
FOR ACCESSIBILITY

PROVIDE WALL MTD. MIRROR
ABOVE EACH VANITY
(AS SPEC'D.)

VENT THROUGH ROOF
(SEE MECH.)
SEAL WATERTIGHT AT
PENETRATION

VENT THROUGH ROOF
(SEE MECH.)
SEAL WATERTIGHT AT
PENETRATION

BENCH BRACKET AT WINDOW  BLT. UP WD. POST
(TYP.) 

BENCH BRACKET MID WAY
BETWEEN WINDOW BLT. UP WD.POSTS
(TYP.)

FOR ROOF OVERHANG DIMENSION
SEE PARTIAL PLAN 5/A2-2

SEGMENT BENCH AT EACH STL. BRACKET AROUND CURVED WALL

DN.

Mech. Mezzanine Plan
Scale: 1:75
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FURRED OUT WALL
FOR ROOF / WALL VENTING 
(SEE WALL SECT.'S)

FURRED OUT WALL
FOR ROOF / WALL 
VENTING 
(SEE WALL SECT.'S)

EXTENT OF
FURRED OUT
WALL FOR 
ROOF / WALL
VENTING

EDGE OF ROOF
BELOW

INSUL.HM ATTIC ACCESS 
DOOR ABOVE
900W X 700H W/
PS FRAME (4-SIDES)
CLOSER AND PASSAGE SET 
HARDWARE

RETURN STAIR RAIL
TO WALL

RIDGE VENT
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THIS DRAWING MUST NOT BE SCALED.

THE CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND 
OTHER DATA ON SITE PRIOR TO COMMENCEMENT OF WORK. 
ALL DISCREPANCIES, ERRORS, AND OMISSIONS ARE TO BE 
REPORTED TO THE ARCHITECT.

DRAWING AND SPECIFICATIONS, AS INSTRUMENTS OF 
SERVICE, ARE THE PROPERTY OF THE ARCHITECT, THE 
COPYRIGHT IN THE SAME BEING RESERVED TO HIM.

NO REPRODUCTION MAY BE MADE WITHOUT THE 
PERMISSION OF THE ARCHITECT, AND WHEN MADE, MUST 
BEAR HIS NAME.  ALL PRINTS TO BE RETURNED TO THE 
ARCHITECT ON REQUEST.
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