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Existing York Turbopak Chiller
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Boiler Room

SF 1 – Air Conditioning Unit2

Smith – Commercial Water Heater3

RBI – Gas Fired Water Boilers #1 and #2 4

Condenser and Chilled Water Pumps5

SF 2 – Air Conditioning Unit, located in Mechanical Room6

New Air - Cooled Chilling System. Proposed 
location – East side of Administration Building
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Cooling Tower for existing Chiller. 
Location – on the roof of Machine 

Shop
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