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NEWPCC - SECONDARY EFFLUENT UV DISINFECTION FACILITY

INSTRUMENT LOOP DIAGRAM

ULTRASONIC LEVEL TRANSMITTER ILD-02

JBCBJL

05 01 26

AS NOTED

BLM SWT

ISSUED FOR TENDER

TRANSMITTER

ULTRASONIC LEVEL

4-20 MA

OUTPUT

RELAY

OUTPUT 5

OUTPUT 4

RELAY

OUTPUT 3

RELAY

RELAY

OUTPUT 2

OUTPUT 1

RELAY

U.V. PROCESS AREA

U
L
T
R
A
S
O
N

IC
 
L
E
V
E
L
 
T
R
A
N
S
M

IT
T
E
R
 
L
E
/
L

IT
-
U
0
0
5

CABLE IN 20mm U005

LIT
RIGID ALUMINUM

U005

LE

CONDUIT.

TRANSDUCER

G

N

L1

UV CONTROL PANEL

U005-71

-

SH

U005-72

INSTRUMENT LOOP DIAGRAM

+

UVCP1

UA-U005-LT ANALOG INPUT

- INFLUENT CHAMBER LEVEL

DISINFECTION FACILITY

DCS

+

LOOP NO. U005

05/02/18

N

L1

POWER SUPPLY

120 VAC

TRANSMITTER FAULT

UA-U005-LF DISCRETE INPUT

SWT


	Layout1

