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NEWPCC - SECONDARY EFFLUENT UV DISINFECTION FACILITY

INSTRUMENT LOOP DIAGRAM

U.V. SYSTEM STATUS ILD-04

JBCBJL

05 01 26

AS NOTED

BLM SWT

INSTRUMENT LOOP DIAGRAM LOOP NO. U070, U110, U120, U210, U220, U310, U320

UV SYSTEM CONTROL CENTRE (SCC) UV CONTROL PANEL UVCP1 D.C.S.

UA-U070-UA1 DISCRETE INPUT
U070-1

UV DISINFECTION CONTROL SYSTEM

MINOR ALARM

(0502CR)

COMMON MINOR ALARM

U070-UY-1

COMMON MAJOR ALARM

(0504CR)

U070-UY-2

MAJOR ALARM

UV DISINFECTION CONTROL SYSTEM

UA-U070-UA2 DISCRETE INPUT
U070-2

COMMON CRITICAL ALARM

(0506CR)

U070-UY-3

CRITICAL ALARM

UV DISINFECTION CONTROL SYSTEM

UA-U070-UA3 DISCRETE INPUT
U070-3

BANK 1A ON

(0538CR)

U110-YY

BANK 1A ON

UV DISINFECTION

UA-U110-YM DISCRETE INPUT
U110-4

BANK 1B ON

(0540CR)

U120-YY

U120-5

U210-6

U220-7

U310-8

U320-9

(0544CR)

BANK 2B ON

U220-YY

(0542CR)

BANK 2A ON

U210-YY

(0550CR)

BANK 3B ON

U320-YY

(0548CR)

BANK 3A ON

U310-YY

BANK 1B ON

UV DISINFECTION

UA-U120-YM DISCRETE INPUT

BANK 2B ON

UA-U220-YM DISCRETE INPUT

UV DISINFECTION

BANK 2A ON

UV DISINFECTION

UA-U210-YM DISCRETE INPUT

BANK 3B ON

UA-U320-YM DISCRETE INPUT

UV DISINFECTION

BANK 3A ON

UV DISINFECTION

UA-U310-YM DISCRETE INPUT

POWER SUPPLY

24 VDC
24VDC+

0 VDC

ISSUED FOR TENDER05/02/18 SWT
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