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NEWPCC - SECONDARY EFFLUENT UV DISINFECTION FACILITY

INSTRUMENT LOOP DIAGRAM

TYPICAL HVAC TEMP. & DIFF. PRESSURE SWITCHES ILD-16

CPGBJL

05 02 18

AS NOTED

BLM SWT

FIELD UV CONTROL PANEL

INSTRUMENT LOOP DIAGRAM

UVCP1

DCS

LOOP NO. U417

UA-U417-PDSH DISCRETE INPUT

FILTER OK

UA-U417-TSL DISCRETE INPUT

TEMPERATURE

NORMAL (NOT LOW)

U417-1

U417-3

U417

PDSH

POWER SUPPLY

24 VDC
24VDC+

0 VDC

ISSUED FOR TENDER05/02/18

LOOPS U416, U420, U430, U433.

LOOP U417 SHOWN. TYPICAL FOR

U417

TSL

SWT
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