
CABLE TAG TOFROM DESCRIPTIONCABLE SPECIFICATIONS REMARKSREV. LENGTH (m)

CP-H11A Not in Contract 742-2005.  LCP-T11A Plant CommunicationC-LCP-T11A-C02 12-Strand 62.5/125 um Multi-mode0

Generator Communication Panel Clearwell Communication Panel

LCP-T11A Not in Contract 742-2005.  LCP-T11 Clearwell Remote I/OC-LCP-T11-C01 1-Coaxial RG-60

Clearwell Communication Panel

CP-O30A PSU-O310A Power Meter: Ozone Generator 1C-PSU-O310A-C01 4-Pair #24 AWG - Cat 5E0

Ozone Communication Panel

CP-O30A PSU-O320A Power Meter: Ozone Generator 2C-PSU-O320A-C01 4-Pair #24 AWG - Cat 5E0

Ozone Communication Panel

CP-O30A PSU-O330A Power Meter: Ozone Generator 3C-PSU-O330A-C01 4-Pair #24 AWG - Cat 5E0

Ozone Communication Panel

CP-H31A WTPAPRTR01 Router/Gateway Network CableC-WTPAPRTR01-C01 4-Pair #24 AWG - Cat 5E0

Primary Server Room Communication Panel

CP-D01A Not in Contract 742-2005.  WTPAPRTR02 Existing DBPS PLC Network Switch Network CableC-WTPAPRTR02-C01 4-Pair #24 AWG - Cat 5E0

DBPS Communication Panel

CP-H31A WTPSVES01 Engineering Workstation Plant Control Network CableC-WTPSVES01-C01 4-Pair #24 AWG - Cat 5E0

Primary Server Room Communication Panel

CP-H31A WTPSVES01 Engineering Workstation Plant Monitoring Network CableC-WTPSVES01-C02 4-Pair #24 AWG - Cat 5E0

Primary Server Room Communication Panel

CP-H31A WTPSVHIS01 Primary Historical Server Network CableC-WTPSVHIS01-C01 4-Pair #24 AWG - Cat 5E0

Primary Server Room Communication Panel

CP-H32A WTPSVHIS02 Standby Historical Server Network CableC-WTPSVHIS02-C01 4-Pair #24 AWG - Cat 5E0

Backup Server Room Communication Panel

CP-H31A WTPSVRTS01 Primary Real Time Server Plant Control Network CableC-WTPSVRTS01-C01 4-Pair #24 AWG - Cat 5E0

Primary Server Room Communication Panel

CP-H31A WTPSVRTS01 Primary Real Time Server Plant Monitoring Network CableC-WTPSVRTS01-C02 4-Pair #24 AWG - Cat 5E0

Primary Server Room Communication Panel

CP-H32A WTPSVRTS02 Standby Real Time Server Plant Control Network CableC-WTPSVRTS02-C01 4-Pair #24 AWG - Cat 5E0

Backup Server Room Communication Panel

CP-H32A WTPSVRTS02 Standby Real Time Server Plant Monitoring Network 
Cable

C-WTPSVRTS02-C02 4-Pair #24 AWG - Cat 5E0

Backup Server Room Communication Panel
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