
FAN CAP. E.S.P. SPD. BkW MTR.

TAG SERVICE
FAN TYPE  

(BASED ON) LOCATION MODEL (l/s) (Pa) (rpm) (kW)

cfm in. W.G. BHP HP

674 75 0.20 0.37

1429 0.30 0.27 0.50

776 75 0.28 0.37

1644 0.30 0.38 0.50

F-2

c/w two speed motor 1725/1140 rpm. 
F-1 shall normally run on low speed @ 

945 CFM

c/w two speed motor 1725/1140 rpm. 
F-2 shall normally run on low speed @ 

1087 CFM
Main Floor BSQ-120

FAN SCHEDULE

Exhaust Greenheck Main Floor BSQ-120F-1 1429

Supply Greenheck 1597

REMARKS


