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PART E – SPECIFICATIONS 

Revise: E14.1 to read: The floor of the interior of the building will be paved with asphalt either prior to building 
construction or before the fabric cover is installed on the building to alleviate any fume 
problems associated with the asphalt paving operation. This work will be done by others 
and will take one (1) day or less. 

Add: E13.1.5 The Contractor shall be responsible for the provision of an underground connection to a 
electrical supply to tie into the closest and most appropriate power service (refer to 
Drawing 01-R0.pdf). 

(a) Contractor to provide all wiring, conduit and connections for the underground work. 

(b) Contractor to provide trenching or directional boring necessary for the underground 
electrical service. 
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