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Revise the Submission Deadline to read: 
 
SUBMISSION DEADLINE: 4:00 P.M. WINNIPEG TIME, OCTOBER 20, 2009 
 

Add 3.1 (a)(i):  

3.1(a)(i) The transformer core and bottom of the unit was flushed of oil containing PCB by Manitoba Hydro in 2006. 
There may be oil residue still present in the unit with a PCB concentration between 25 and 28 ppm. 

 

Add 3.2 (c): 

3.2(c) There are no asbestos products in the concrete duct. 

 

Add 3.2(d) 

3.2(d) Removal of a concrete pad on grade measuring 0.2x2x0.5 metres located southeast of the substation. 

 

Add 17.8: 

17.8 The City of Winnipeg will remove the chain link fencing found along the north, east and south perimeters of 
the substation before work commences. 

 

ADDENDUM NO. 1  to RFQ NO. 705-2009  
 

 

 
Corporate Finance Department 
Materials Management Division 

DISPOSAL OF OUTDOOR SUBSTATION 

ISSUED: October 15, 2009 
BY: Jason Shumka E.I.T. 

 
TELEPHONE NO.  (204) 986-4076 

URGENT 
PLEASE FORWARD THIS DOCUMENT TO 
WHOEVER IS IN POSSESSION OF THE RFQ 
 

 
THIS ADDENDUM SHALL BE INCORPORATED 
INTO THE OFFER OF SURPLUS GOODS AND 
SHALL FORM A PART OF THE CONTRACT 
DOCUMENTS 
 
 

  

 

Please note the following and attached changes, corrections, additions, deletions, information and/or instructions 
in connection with the Offer of Surplus Goods, and be governed accordingly.  Failure to acknowledge receipt of 
this Addendum on the cover page of the Bid Submission may render your Bid non-responsive.  


