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PART E – SPECIFICATIONS 
 
 
Revise:  Section 16192 – Mechanical Equipment Connections 
 
  Clause 1.2 System Description 
 

 Add Item 1.2.2 to read: “Division 16 shall have the manufacturer’s representative of the  
existing Motor Control Centre visit the site to determine any modifications required to the 
existing Westinghouse Motor Control Centre to accept the installation of the new motor 
starters. Division 16 shall include any required modifications in their bid price.” 
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Please note the following and attached changes, corrections, additions, deletions, information and/or instructions 
in connection with the Bid Opportunity, and be governed accordingly.  Failure to acknowledge receipt of this 
Addendum in Paragraph 8 of Form A: Bid may render your Bid non-responsive.  


