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MCC—1G FIELD DCS (PCU SA)
10 DATA PLUS I
2C, 14AWG, RWS0, STRANDED CAB: 16, 2A1
51 LOC: 15-3-5
ALARM _% 7 | 6955-1 1 i 0555-1 6A () DIGITAL INPUT
—1  0555-2 06555-2 SA-G555-EA
T3] 2 S BA (X) | MCC—1G VOLTAGE ALARM
MCC—-2G
10 DATA PLUS I
2C, 14AWG, RWSO, STRANDED CAB: 16, 281
5] LOC: 15-3-2
ALARM _% 7 | 65561 1 i 065561 78 (+) | DIGITAL INPUT
1 G556-2 65562 SA-G556-EA
8] 2 54 7B (X) | MCC-2G VOLTAGE ALARM
) G556
NOTES [CONSTRUCTION NOTES
P INSTALL WIRING IN_RIGID ALUMINUM
1. ALARM CONTACTS ARE SHOWN IN SHELF STATE. ( )
2. CONTACTS ARE ENERGIZED WHEN THE VOLTAGE IS NORMAL CONDUIT, MINIMUM SIZE 21mm.
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