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CONCRETE VALVE BASE BLOCK DETAIL
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ITEM DESCRIPTION NUMBER LENGTH
1 200Ø FOUNDATION DRAIN 1 REMOVE AND REPLACE
2 1050Ø BUTTERFLY VALVE AND ACTUATOR 1 REMOVE AND SALVAGE
3 1050Ø PIPE ADAPTOR, FL x VIC44 1 REMOVE AND SALVAGE
4 1050Ø VIC44 COUPLING 1 REMOVE AND SALVAGE
5 200Ø 45  BEND 1 REMOVE AND SALVAGE
6 200Ø GATE VALVE 1 REMOVE AND SALVAGE
7 75 x 100 REDUCER FL x FL 2 REMOVE AND SALVAGE
8 75Ø DIAPHRAGM VALVE 1 REMOVE AND SALVAGE
9 100Ø 90  BEND FL x FL 2 REMOVE AND SALVAGE
10 100Ø SPOOL PIECE FL x FL 1 REMOVE AND SALVAGE

VALVE CHAMBER LRV1 REMOVALS

ITEM DESCRIPTION NUMBER LENGTH
1 100Ø 125# BLIND FLANGE 2
2 1050Ø AWWA C504 FLANGED BUTTERFLY VALVE 1 305

(250# FLANGE / 125# DRILLING) (CITY SUPPLIED)
3 1050Ø STEEL SPOOL PIECE FL x VIC44 1 1086+/- FIELD MEASURE
4 1050Ø VIC 44 COUPLING 1
5 50Ø SCHEDULE 40 STEEL NIPPLE (THREADED) 1

50Ø STEEL FLANGE (THREADED) c/w ISOLATION KIT 1
50Ø CAST BRONZE OR BRASS FLANGE (THREADED) 1
50Ø CAST BRONZE OR BRASS NIPPLE (THREADED) 1
50Ø BRONZE BALL VALVE (THREADED) 1

6 75Ø SCHEDULE 40 STEEL NIPPLE (THREADED) 2
75Ø 90  FORGED STEEL ELBOW (THREADED) 1
75Ø STEEL FLANGE (THREADED) c/w ISOLATION KIT 1
75Ø CAST BRONZE OR BRASS FLANGE (THREADED) 1
75Ø CAST BRONZE OR BRASS NIPPLE (THREADED) 1
75Ø CAST BRONZE BALL VALVE (THREADED) 1
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