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RWL WALL PENETRATION SECTION DETAIL - TYP.
SCALE 1:20
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SCALE 1:5

TYPICAL EXPOSED CEILING ROOF CONSTR.!
!
- MOD BIT CAP SHEET AS PER SPEC!
- MOD BIT BASE SHEET AS PER SPEC!
- SLOPED INSULATION AS REQ'D.!
- 75mm SOPREMA COLGRIP A INSULATION -!
  PERPENDICULAR TO BASE LAYER!
- 75mm SOPREMA COLGRIP B INSULATION!
- INSULATION ADHERED WITH DUOTACK!
- ROOF VAPOUR BARRIER AS PER SPEC!
- 13mm GYPSUM BOARD!
- 38mm DECK & OWSJ - SEE STRUCT.

T.O. PARAPET!
ELEV - 110 100

U.S. DECK!
ELEV - VARIES

1

102

TYPICAL STRUCTURAL SLAB!
- SEE STRUCT.!
!
- STRUCTURAL SLAB - SEE STRUCT.!
- 10mil POLY VAPOUR BARRIER!
- 3mm UNTEMPERED MASONITE!
- 150mm VOIDFORM!
- 50mm SAND

T.O. STRUCT. FLOOR!
ELEV - 100 000

250
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75mm FLANGE ESCHUTCHEON PLATE AROUND PENETRATION

150Ø RWL PIPING AS PER MECHANICAL

INJECT SPRAY FOAM!
INSULATION AROUND RWL

GALV. SQUARE HSS AROUND NEW RWL - SIZE AS REQUIRED

100X50X3 GALV. STEEL CONNECTION ANGLE

75mm FLANGE ESCHUTCHEON PLATE AROUND PENETRATION

LAP EXTRA LAYER AIR BARRIER AROUND PENETRATION!
AS SHOWN AND SEAL TO MAIN AIR BARRIER ALL AROUND

FRAME ROUGH OPENING WITH 16mm P.T. PLYWOOD!
AND WOOD BLOCKING AS REQUIRED

FILL CAVITIES WITH BATT INSULATION

RUBBER BASE AS PER SPEC

PROVIDE 38X89 WOOD BLOCK!
FRAME FOR AIR VENT GRILLE

30
0

INSTALL ALUM. AIR VENT GRILLE

PROVIDE 38X89 WOOD FRAME BOX-IN!
AROUND RWL PLUMBING 

19mm MDF

INSTALL ALUM.!
AIR VENT GRILLE

30
0

CAULK ALL AROUND!
PENETRATION

INSULATED AIR!
DUCT AS PER!
MECHANICAL

AIR DUCT WALL PENETRATION SECTION DETAIL
SCALE 1:5
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ROD & CAULK ALL!
AROUND DUCT

J-MOULD BY!
DRYWALL TRADE

SPRAY FOAM INSUL.!
ALL AROUND DUCT

WRAP ROUGH OPENING!
WITH BITUMEN PEEL & STICK

ROD & CAULK ALL!
AROUND DUCT

J-MOULD BY!
DRYWALL TRADE

WRAP ROUGH OPENING!
WITH BITUMEN PEEL & STICK

LAP AIR BARRIER OVER FLASHING

18ga. GALV. J-CHANNEL AS PER SPEC

18ga. GALV. J-CHANNEL AS PER SPEC

PRE FINISHED METAL DRIP FLASHING

ROD & CAULK

ROD & CAULK UNDER FLASHING

LAP AND SEAL BITUMEN AIR BARRIER TO DUCT

LAP AND SEAL BITUMEN AIR BARRIER TO DUCT

GALVANIZED SHEET METAL FLANGE BY MECHANICAL

U/S OF DECK!
@ ELEV. 104 845

U/S OF DECK!
@ ELEV. 103 285

T.O. PARAPET!
@ ELEV. 105 500

9

U/S OF GYPSUM CEILING!
@ ELEV. 102 800

83

PRECAST CONCRETE SPLASH!
PAD AS PER SPEC.

150x200 PRE FINISH!
METAL DOWNSPOUT

400x400x200 PRE FINISH!
METAL SCUPPER BOX

30
0

CAULK ALL AROUND SCUPPER

CAULK ALL AROUND SCUPPER

LAP EXTRA LAYER AIR BARRIER ALL!
AROUND INSIDE OF ROUGH OPENING

WALL CONSTRUCTION:!
- BITUMEN BASE AND CAP SHEETS AS PER SPEC.!
- 13mm DENSGLASS GYPSUM!
- 50mm RIGID INSULATION!
- 11mm OSB!
- R22 SEMI-RIGID MINERAL WOOL INSULATION - FRICTION FIT TO BACK FACE OF OSB!
- 38x140mm WOOD STUDS @ 406mm O.C.!
- 6mil POLY VAPOUR BARRIER!
- 16mm 'X' TYPE GYPSUM

PRE FINISH METAL J-TRIM ALL AROUND!
SCUPPER OPENING BY CLADDING TRADE

PRE FINISH METAL J-TRIM ALL AROUND!
SCUPPER OPENING BY CLADDING TRADE

WRAP ROUGH OPENING!
WITH BITUMEN P+S

WRAP ROUGH OPENING!
WITH BITUMEN P+S

ANCHOR GALV. HSS!
THROUGH STEEL ANGLE!
TO WALL AS REQUIRED!
- TYP. ALL AROUND

18ga. GALV. J-CHANNEL AS PER SPEC

18ga. GALV. J-CHANNEL AS PER SPEC

LAP EXTRA LAYER AIR BARRIER AROUND PENETRATION!
AS SHOWN AND SEAL TO MAIN AIR BARRIER ALL AROUND

SCUPPER / DOWNSPOUT SECTION DETAIL
SCALE 1:10
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FRAME ROUGH OPENING WITH 13mm P.T. PLYWOOD

LAP AND SEAL WALL VAPOUR BARRIER!
TO ROOF VAPOUR BARRIER

FILL STEEL BEAM CAVITY WITH 64mm STEEL STUD FRAMING!
AT 406mm O.C. AND MINERAL WOOL INSULATION

ANGLE MOUNTING BRACKET!
BY SPLASH PAD MANUF.

GALV. HSS SPACER TO WIDTH OF INSULATION!
AND HIGHT OF MOUNTING BRACKET!
ANCHORED TO CONC. GRADE BEAM

PRECAST CONC. SPLASH!
PAD AS SPECIFIED

SPLASH PAD MOUNTING DETAIL
SCALE 1:10
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CONDENSING UNIT ENLARGED PLAN
SCALE 1:20
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FINE DASHED LINE INDICATE CONDENSING!
UNIT C-CHANNEL BASE - VERIFY SIZE

STRUCTURAL ROOF CURB AS PER DET. 6/A-5.2!
- COORDINATE ROOF CURB LOCATIONS WITH!
  STRUCTURAL STEEL SUPPORT ANGLES BELOW!
  AND CONDENSING UNIT C-CHANNEL BASE
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CONDENSING UNIT!
AS PER MECHANICAL

C-CHANNEL BASE BY CONDENSING UNIT MANUFACTURER

FASTEN C-CHANNEL BASE TO ROOF CURB AND ENSURE!
A WATER TIGHT SEAL AROUND PENETRATIONS

PRE FINISHED METAL CAP FLASHING

CONTINUE BASE AND CAP SHEETS OVER CURB

13mm P.T. PLYWOOD BOTH SIDES

FILL CURB CAVITIES WITH MINERAL WOOL INSULATION 

CANT STRIP ALL AROUND

38x140mm P.T. STRUCTURAL WOOD STUD CURB LOCATED!
OVER STRUCTURAL SUPPORT ANGLES - SEE STRUCTURAL

CONDENSING UNIT ROOF CURB SECTION DETAIL
SCALE 1:10
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