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REMOVE EXISTING JOISTS FOR STAIR 
WELL UP TO EXISTING WOOD LINTEL

4,791  *SITE CONFIRM

EXISTING RE-CLAD WALL AS PER PLANS
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T.O. BASEMENT FLOOR!
ELEV - 97 206

T.O. SUB FLOOR!
ELEV - 100 000

STAIR NOSING AS PER SPEC.

16mm TYPE 'X' GYPSUM BOARD 
(ABUSE RESISTANT GYPSUM)

FLOOR COVERING AS PER SPEC.

EXISTING JOISTS

EXISTING 1HR. 
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- SEE STRUCT.
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38mm Ø  RAILING 
- SEE SPEC.

38mm Ø  RAILING 
- SEE SPEC.

ENSURE CONTINUOUS GYPSUM 
FOR 1HR FIRE RATING

DASHED LINES INDICATE EXIST. 
6" BLOCK WALLS IN BASEMENT 
- SEE BASEMENT PLAN FOR 
REMOVAL/REPAIR/ADDITIONS

EXISTING FLOOR SYSTEM
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2 LAYERS OF 16mm PLYWOOD 
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SHAVE EXISTING WOOD LINTEL IF 
NECESSARY TO ACHIEVE MINIMUM 
HEAD ROOM REQUIREMENT FOR 
STAIR AND ADD ADDITIONAL 
WOOD JOIST AS REQUIRED
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NOTE: ALL INTERIOR WALLS AND 
CEILINGS AT STAIRS TO BE 1HR RATED - 
ALL PENETRATIONS TO BE FIRESTOPPED

NEW 1HR SLOPED CEILING:!
-16mm TYPE 'X' GYPSUM!
-11mm OSB!
-38x286mm WOOD JOIST @ 305mm O.C. WITH BRIDGING!
-2 x 16mm TYPE 'X' GYPSUM

2 LAYERS OF 16mm TYPE 'X' GYPSUM 
- UNDER STRINGERS
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This drawing must not be scaled.!
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The Contractor must verify all dimensions, datums and levels 
prior to commencement of work. All errors and omissions must 
be reported immediately to the Contract Administrator.!
!
Variations and modifications to work shown on this drawing 
shall not be carried out without written permission from the 
Contractor Administrator.!
!
This drawing is the exclusive property of the Architect and 
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Architect.  Reproduction must bear the name of the Architect.  
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SUPPORT WALL CONSTRUCTION:!
- 16 TYPE 'X' GYPSUM!
- 38X89mm WOOD STUDS @ 406 O.C.!
  (IN LIU OF STEEL STUDS)!
- MINERAL FIBRE INSULATION!
- 16 TYPE 'X' GYPSUM

CONC. SLAB LANDING ON VOID!
FORM AS PER STRUCTURAL

DOOR THRESHOLD!
OVER THERMAL BREAK

SLOPE TO MATCH STORAGE!
ROOM (M08 & M09) CEILINGS

METAL JOIST HANGERS

2x 38X286mm WOOD END JOISTS

DOUBLE 38X89mm WOOD HEADER

NEW 38X286mm WOOD JOIST!
LANDING FRAMING AT 406mm O.C.

2x 16mm T&G PLYWOOD!
LANDING SUBFLOOR

METAL JOIST HANGER

3 PLY 38X286mm END JOISTS

NEW 38X286mm WOOD JOIST!
LANDING FRAMING AT 406mm O.C.

2x16mm TYPE 'X' GYPSUM UNDER STAIRS

PROVIDE WOOD BLOCKING AS REQUIRED

2,
82

6 
- 

SI
TE

 C
ON

FI
RM

38X286mm WOOD STAIR NO. 1 STRINGER!

± 
17

5 SITE CONFIRM!
FLOOR-TO-FLOOR!
HEIGHT

16
 E

QU
AL

 R
IS

ER
S

SI
TE

 C
ON

FI
RM

 F
LO

OR
-T

O-
FL

OO
R 

RI
SE SOUTH STAIR FRAMING DETAIL

SCALE 1:10
4

8.3

SINCLAIR PARK 
COMMUNITY CENTRE!
Winnipeg, Manitoba
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