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PART B – BIDDING PROCEDURES 

Revise: B20.9 to read: Notwithstanding B20.1(c) to B20.1(g), where Proponents fail to provide responses to  
  B7.1(b) to B7.1(f), the score of zero will be assigned to that Section. 

PART D – SUPPLEMENTAL CONDITIONS 

Revise: D5.1(d) to read: raise the substructure of Cells 1 and 2 drainage pumping station a minimum of 1.0m 
above the ground level to prevent flooding of the pumping station; and  

APPENDIX C 

Add: The attached photo is an image of the box culvert interior. 
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Please note the following and attached changes, corrections, additions, deletions, information and/or instructions 
in connection with the Request for Proposal, and be governed accordingly.  Failure to acknowledge receipt of this 
Addendum in Paragraph 9 of Form A: Proposal may render your Proposal non-responsive.  


